Techniques and technologies for decontaminating chemically contaminated premise plumbing infrastructure by Casteloes, Karen S.
Purdue University
Purdue e-Pubs
Open Access Theses Theses and Dissertations
4-2016
Techniques and technologies for decontaminating




Follow this and additional works at: https://docs.lib.purdue.edu/open_access_theses
Part of the Civil Engineering Commons, Environmental Engineering Commons, and the
Materials Science and Engineering Commons
This document has been made available through Purdue e-Pubs, a service of the Purdue University Libraries. Please contact epubs@purdue.edu for
additional information.
Recommended Citation
Casteloes, Karen S., "Techniques and technologies for decontaminating chemically contaminated premise plumbing infrastructure"
(2016). Open Access Theses. 756.
https://docs.lib.purdue.edu/open_access_theses/756
Graduate School Form 




This is to certify that the thesis/dissertation prepared 
By  
Entitled 
For the degree of 
Is approved by the final examining committee: 
To the best of my knowledge and as understood by the student in the Thesis/Dissertation  
Agreement, Publication Delay, and Certification Disclaimer (Graduate School Form 32), 
this thesis/dissertation adheres to the provisions of Purdue University’s “Policy of  
Integrity in Research” and the use of copyright material. 
Approved by Major Professor(s): 
Approved by: 
   Head of the Departmental Graduate Program     Date 
Karen S. Casteloes
Techniques and Technologies for Decontaminating Chemically Contaminated Premise Plumbing Infrastructure
Master of Science in Civil Engineering









TECHNIQUES AND TECHNOLOGIES FOR DECONTAMINATING CHEMICALLY 
CONTAMINATED PREMISE PLUMBING INFRASTRUCTURE 
A Thesis 




Karen S. Casteloes  
In Partial Fulfillment of the 
Requirements for the Degree 
of 
Master of Science in Civil Engineering 
May 2016  
Purdue University 





TABLE OF CONTENTS 
Page 
LIST OF TABLES ............................................................................................................. iv 
LIST OF FIGURES ........................................................................................................... vi 
ABSTRACT ...................................................................................................................... vii 
CHAPTER 1. DECONTAMINATING CHEMICALLY CONTAMINATED 
RESIDENTIAL PREMISE PLUMBING SYSTEMS BY FLUSHING ............................ 1 
1.1 Introduction ............................................................................................................... 1 
1.2 Experimental methods ............................................................................................... 7 
1.2.1 Literature review .............................................................................................. 7 
1.2.2 Water heater model .......................................................................................... 7 
1.2.2.1 Model derivations and assumptions ........................................................... 7 
1.2.2.2 Premise plumbing components and field data ............................................ 9 
1.3 Results and Discussion ............................................................................................ 11 
1.3.1 Literature review: building plumbing system contamination ........................ 11 
1.3.1.1 Water distribution systems ....................................................................... 12 
1.3.1.2 Localized building events ......................................................................... 15 
1.3.1.3 Analysis of flushing procedures across incidents ..................................... 16 
1.3.2 Model: water heater decontamination ........................................................... 17 
1.3.3 Limitations and implications ......................................................................... 25 
1.3.4 Flushing protocol design and future research ................................................ 28 
1.4 Acknowledgements ................................................................................................. 32 




CHAPTER 2. THE INTERACTION OF SURFACTANTS WITH PREMISE 
PLUMBING INFRASTRUCTURE AND THEIR USE AS DECONTAMINATION 
AIDS.................................................................................................................................. 40 
2.1 Introduction ............................................................................................................. 40 
2.2 Materials and methods ............................................................................................ 46 
2.2.1 Materials and chemicals ................................................................................ 46 
2.2.2 Material integrity experiments ....................................................................... 47 
2.2.2.1 Immersion testing ..................................................................................... 47 
2.2.2.2 Thermogravimetric analysis (TGA) ......................................................... 48 
2.2.2.3 Tensile analysis ......................................................................................... 48 
2.2.2.4 Contact angle analysis .............................................................................. 48 
2.2.2.5 Oxidation Induction Time (OIT) analysis ................................................ 48 
2.2.3 PEX and copper pipe contamination and decontamination experiments with 
crude oil ..................................................................................................................... 49 
2.2.4 Statistical analysis .......................................................................................... 51 
2.3 Results and discussion ............................................................................................. 51 
2.3.1 Interaction of surfactants with plastic materials ............................................ 51 
2.3.2 Effectiveness of Alconox® for decontaminating PEX and copper pipes 
exposed to crude oil contaminated water ................................................................... 57 
2.3.3 Study limitations and future work ................................................................. 60 
2.4 Conclusion ............................................................................................................... 61 
2.5 Acknowledgements ................................................................................................. 63 
 References ............................................................................................................... 64 
APPENDICES 
Appendix A Chapter 1 Supplementary .......................................................................... 69 
Appendix B Chapter 2 Supplementary........................................................................... 76 
VITA ................................................................................................................................. 82 
iv 
 
LIST OF TABLES 
Table .............................................................................................................................. Page 
1.1 Types of potable water plumbing system materials in new and old residential 
buildings .............................................................................................................................. 4 
1.2 Building plumbing system contamination incidents where the source originated from 
outside the building ........................................................................................................... 14 
1.3 Building plumbing system drinking water contamination incidents where the source 
originated from inside the building ................................................................................... 18 
1.4 Flushing procedures .................................................................................................... 19 
1.5 Flushing duration needed to reduce 4-MCHM concentration to CDC's drinking water 
screening level .................................................................................................................. 23 
1.6 Time neede to achieve 1-, 2-, and 3-log removal from a water heater in a two story 
single family home ............................................................................................................ 24 
2.1 Surfactant solution use and effectiveness studies ....................................................... 43 
2.2 Composition and properties of surfactant products used in the field or lab for water 
infrastructure decontamination ......................................................................................... 44 
2.3 Premise plumbing materials, applications, and properties .......................................... 52 
2.4 Ultimate tensile strength (MPa) at 23°C for LDPE and EPDM exposed to the 
surfactant solutions ........................................................................................................... 56 
2.5 Oxidation induction time (min) for HDPE and PEX pipes that have been exposed to 
various solutions for 3 days .............................................................................................. 57 
Appendix Table 
A 1 Physiochemical properties of contaminants where building plumbing system 
contamination occurred ..................................................................................................... 69 
v 
 
Appendix Table .............................................................................................................. Page 
 A 2 Scenarios in which the two story single family home's water heater 4-MCHM 
concentration exceeded the safe drinking water screening level based on the maximum 
concentration in the water distribution system after the Do Not Use Order was lifted 
........................................................................................................................................... 70 
A 3 Scenarios in which the manufactured home's water heater 4-MCHM concentration 
exceeded the safe drinking water screening level based on the maximum concentration in 
the water distribution system after the Do Not Use Order was lifted ............................... 71 
A 4 Scenarios in which the two story single family home's water heater 4-MCHM 
concentration exceeded the safe drinking water screening level based on the maximum 
concentration in the water distribution system after the Do Not Use Order was lifted .... 72 
A 5 Scenarios in which the manufactured home's water heater 4-MCHM concentration 
exceeded the safe drinking water screening level based on the maximum concentration in 
the water distribution system after the Do Not Use Order was lifted ............................... 73 
A 6 Scenarios in which the two story home's water heater benzene concentration 
exceeded the safe drinking water MCL based on the maximum concentration in the water 
distribution system after the Do Not Use Order was lifted ............................................... 74 
A 7 Scenarios in which the manufactured home's water heater benzene concentration 
exceeded the safe drinking water MCL based on the maximum concentration in the water 
distribution system after the Do Not Use Order was lifted ............................................... 75 
B 1 BTEX compounds remaining and removal efficiencies for PEX pipe decontamination 





LIST OF FIGURES 
Figure ............................................................................................................................. Page 
1.1 Example premise plumbing layout for a residential home with a standard water heater 
that does not re-circulate ..................................................................................................... 5 
1.2 Water heater control volume ......................................................................................... 9 
1.3 Comparison of premise plumbing system flushing guidance for ten incidents .......... 20 
1.4 West Virginia example ............................................................................................... 22 
1.5 Montana example ........................................................................................................ 25 
2.1 EPDM and LDPE sheet sample weight change as a function of exposure time ......... 53 
2.2 HDPE and PEX sheet sample weight change as a function of exposure time ............ 53 
2.3 TGA curves for EPDM and LDPE following 3-day exposure to the MAG IT DG 100 
solution and tap water ....................................................................................................... 55 
2.4 Ultimate stress of EPDM and LDPE exposed to various solutions over 21 days ....... 56 
2.5 Concentration of total BTEX in water at 23°C following 3 day pipe exposure. ........ 59 
2.6 Total BTEX drinking water concentration after 48 hours of water contact with crude 
oil contaminated PEX-a pipe ............................................................................................ 60 
Appendix Figure 
B 1 Experimental approach for determining decontamination effectiveness of a surfactant 
solution .............................................................................................................................. 76 
B 2 Image of EPDM and LDPE dogbones exposed to surfactant solutions for 3 days .... 77 
B 3 Contact angle of EPDM and LDPE exposed to MAG and Alconox® solutions ....... 78 
B 4 Selected Stress vs. Strain curves for LDPE exposed to various surfactant solutions for 
(a) 3 days (b) 7 days (c) 14 days (d) 21 days .................................................................... 79 
B 5 Selected Stress vs. Strain curves for EPDM exposed to various surfactant solutions 




Casteloes, Karen S. M.S.C.E., Purdue University, May 2016. Techniques and 
Technologies for Decontaminating Chemically Contaminated Premise Plumbing 




 Recent large-scale drinking water chemical contamination incidents in 
Canada and the U.S. have affected more than 1,000,000 people. In all cases premise 
plumbing has become contaminated and disparate plumbing decontamination approaches 
have been applied. Premise plumbing components include the service line and piping 
within the building as well as various appurtenances (i.e., tanks, valves, fixtures). The 
overall research goal was to identify techniques and technologies that can be used for 
premise plumbing decontamination. To achieve this goal two separate studies were 
conducted and are presented as two independent thesis chapters.  
The study described in Chapter 1 was designed to understand current knowledge 
associated with premise plumbing contamination and create a rationale for science based 
water flushing protocols. Objectives were to (1) review past premise plumbing 
contamination incidents and the decontamination approaches applied, and (2) develop 
and test a mass balance water heater model. Thirty-nine drinking water contamination 
incidents were identified that involved a wide range of contaminants. Results showed that 
viii 
 
plumbing system design, operational conditions, contaminant properties, as well as 
building inhabitant safety have not been fully considered in past flushing protocol designs. 
Flushing could decontaminate some, but not all plumbing systems and poorly designed 
procedures likely caused residents to become ill during some incidents. Several water 
heater modeling scenarios showed that contaminant levels could exceed drinking water 
health limits after flushing and water saving fixtures, devices, water heater size, and flow 
rate affected contaminant removal efficiency.  
 The study described in Chapter 2 was conducted to examine the effectiveness of 
surfactants to decontaminate plastic plumbing components. Objectives of this study were 




 soap, and MAG IT DG 100 
surfactant solutions on the strength, dimension, and mass of ethylene propylene diene 
monomer (EPDM), cross-linked polyethylene (PEX), high-density polyethylene (HDPE), 
and low-density polyethylene (LDPE) plastics, and (2) determine the effectiveness of 
Alconox
®
 detergent solution for decontaminating PEX-a and copper pipes exposed to 
crude oil contaminated water. Results showed that MAG solution constituents, at room 
temperature, permeated all plastics within 3 days, but EPDM was the most affected (+45% 
weight; +43% volume; -82% tensile strength). Thermogravimetric analysis indicated that 
MAG solution compounds of boiling points less than 100°C and up to 176°C had 
permeated and volatilized from both EPDM and LDPE samples. The MAG solution 
exposure reduced the oxidative resistance of HDPE pipe by 15%. PEX-a pipe was found 
to be more susceptible to crude oil contamination than copper pipe. Water flushing and 
flushing with an Alconox® detergent solution removed all detectable levels of benzene, 
toluene, ethylbenzene, and total xylenes (BTEX) from copper pipe. No statistically 
ix 
 
significant difference in BTEX concentration was found between the PEX-a pipe 
decontamination methods. After cleaning and a two day stagnation period, 9.9 parts per 
billion (ppb) of benzene was detected in the drinking water and exceeded the primary 
drinking water health limit of 5 ppb, but was below the odor (2,000 ppb) and taste (40 
ppb) threshold limits. Toluene, ethylbenzene, and xylenes were detected in the two day 
stagnated water, but at levels lower than their health standards and taste and odor 
threshold limits. Background chemical leaching of new PEX-a pipe, 6.7 ppm of total 
organic carbon (TOC), inhibited use of TOC as a decontamination effectiveness indicator. 
Plastics were affected by some, but not all, surfactant solutions and PEX-a pipe was not 
decontaminated in the present study.  
Results of these studies provide a better understanding of premise plumbing 
contamination as well as decontamination techniques, approaches, and technologies. In 
response to future drinking water contamination incidents, premise plumbing 
decontamination procedures should be based on water heater modeling, pilot-, and field-
testing. Also recommended is that flushing procedures be developed that consider system 
design, operation, organic contaminant properties, and building inhabitant safety. In 
particular, plastic components exposed to crude oil contaminated water pose a unique 
challenge to returning contaminated plumbing to safe use. Additional decontamination 
studies are recommended that involve other plastics, contaminants, and surfactants. 
Results from the present study show that current decontamination practices can degrade 
plastics (e.g., mechanical strength, oxidative resistance) and can leave residual surfactant 
compounds in the plastics. While in-situ cleaning of plastic plumbing components is 
preferred, component removal and replacement should also be considered. 
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CHAPTER 1. DECONTAMINATING CHEMICALLY CONTAMINATED 




 In Canada and the U.S., several large- and small-scale drinking water chemical 
contamination incidents occurred between early 2014 and mid 2015. Combined, these 
incidents affected more than 1,000,000 people. Upwards of 150,000 premise plumbing 
systems were contaminated by a variety of organic contaminants. Premise plumbing 
components include the service line and piping within the building as well as various 
appurtenances (i.e., tanks, valves, fixtures). Buildings impacted by these events were 
residences, schools, hospitals, government buildings, and businesses. In all of these 
incidents, premise plumbing flushing was recommended to remove contaminated water 
and enable building inhabitants to regain safe drinking water access. However, a series of 
recent discoveries has prompted a need to more closely examine premise plumbing 
decontamination procedures. In January 2014, coal washing pollutants contaminated the 
water supply for 300,000 residents in West Virginia, USA, affecting 15% of the state’s 
population. Due to the water’s unknown toxicity, officials warned customers not to use 
                                                 
1
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the water except for toilet flushing and firefighting activities.
1
 Over the next four to nine 
days while the water distribution was flushed, the utility directed the community to flush 
the licorice smelling water from their premise plumbing by running hot water taps for 15 
minutes, cold water taps for 5 minutes, and appliances for 5 minutes.
2
 The State of West 
Virginia also issued a different set of flushing procedures specifically for premise 
plumbing systems that discharged to septic tanks.
3
 Both protocols recommended flushing 
contaminated hot water first, and neither were pilot tested. Follow-up investigations 
revealed that some coal washing pollutants diffused into plastic plumbing pipes and 
flushing did not always reduce contaminant levels at resident taps; in some cases 
contaminant levels were higher after premise plumbing flushing.
1,4
 Additionally, some 
contaminants volatilized into buildings during flushing and this exposure contributed to 
population illness.
1 
While the utility, local health departments, and state agencies did not 
issue safety precautions to the public, the American Federation of Teachers and State of 




 In December 2014 and January 2015, petroleum odors were detected in 
Washington, D.C. and Glendive, Montana drinking water. The public was initially 
directed to limit water contact as responders investigated the incident causes and extent 
of water utility distribution system contamination. After flushing the water distribution 
system in Washington, D.C., the utility recommended that the public flush their premise 
plumbing. In contrast to the West Virginia incident, hot water flushing was not 
recommended in Washington, D.C. and the flushing duration differed.
7
 In Glendive, 
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Montana hot water flushing was recommended and flushing duration was longer as 
compared to guidance issued in West Virginia and Washington, D.C. Moreover, indoor 
air monitoring in Montana revealed elevated volatile organic contaminant (VOC) levels 
when faucets were flowing.
8
 In contrast to previous incidents, Montana residents were  
advised by officials to ventilate their premises while flushing.
9
 It remains unclear what 
rationale was used to develop these three disparate approaches.  
 The ability of a premise plumbing flushing process to remove organic 
contaminants should be controlled by the system’s configuration, its components, as well 
as the presence of system specific variables such as sediment, scale, biofilm, and 
contaminant properties. Figure 1 shows a typical trunk and branch premise plumbing 
design for a two story residential home with traditional storage water heating. The 
average single family U.S. residence has about 280 feet (ft) [85.3 meters (m)] of 
plumbing pipe (140 ft, or 42.7 m, each for hot and cold water) and uses an average of 180 
gallons per day (gpd) [681.3 liters per day (L/day)].
10
 Cold and hot water supply pipes 
generally range from 0.25 in [0.64 cm] to 0.75 in [1.9 cm] diameter in residences. Copper 
is the most common metal plumbing pipe used for cold and hot potable water supply, 
though a variety of plastic pipes are increasingly being installed (Table 1).
11
  
 Water heaters are a core component of premise plumbing, but are extremely 
complex as there are a wide variety of heater types and plumbing configurations that 
could influence the flushing process. For example, residential storage-type water heaters 
generally range from 40 - 80 gallons (gal) [151.4 - 302.8 L] depending on power source 
and home size. Where space is restricted (e.g., mobile homes and apartments) storage 
tanks of 20 - 40 gal [75.7 - 151.4 L] are used.
12,13
 Tankless water heaters store 
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substantially less water (up to 2 - 5 gal [7.6 - 18.9 L] for point of use systems). Storage-
type units with hot water recirculation are gaining popularity and are mandated in certain 
municipalities.
13
 In newer buildings with hot water recirculation, water age increases and 
contaminants can remain in premise plumbing substantially longer.
14,15
 
Table 1.1 Types of potable water plumbing system materials in new and old residential 
buildings 








Chlorinated PVC (cPVC) 
Copper,  
Galvanized Iron,  
Concrete, Lead,  
Lead-lined Steel, 









Synthetic rubber (o-rings) 
PVC 
Lead, Stainless Steel, 




monomer (EPDM) [sulfur 
and peroxide crosslinked] 
Butyl rubber (BR) 





Water Heater Polysulfone (PSU) dip tubes 
Steel, glass,  
ceramic interior linings, Mg or Al 
sacrificial anode rod 
  
  Previous studies have shown that flow velocity and flow rate can impact 
contaminant removal efficiency during flushing.
16,17
 These parameters can be affected by 
water saving devices and fixtures designed to minimize flow rate. New regulations have 




Figure 1.1 Example premise plumbing layout for a residential home with a standard 
water heater that does not re-circulate 
 
[5.7 L/min], at 60 pounds per square inch (psi) and a minimum of 0.8 gpm [3.02 L/min] 
at 20 psi.
18
 New faucet and showerhead aerators can also reduce flow rates by 40%.
19
 
New kitchen aerators have flow rates no greater than 2.2 gpm [8.32 L/min] and new 
bathroom faucet aerators restrict the flow from 0.5 - 1.5 gpm [1.9 - 5.7 L/min].  New 
standard, low flow, and ultra-low flow showerheads have flow rates between 1.2 - 2.5 
gpm [4.7 - 9.4 L/min] (at 80 psi) compared to older showerheads where 4 - 5 gpm [15.1 - 
18.9 L/min] was standard.
19,20
 To flush the same volume of water from a new home with 
reduced fixture flow rates, longer durations may be required. Reduced flow rates can also 
be caused by plumbing corrosion and scale buildup.
21














investigating contaminated residential premise plumbing in West Virginia
1
, clogged or 
slow-draining outlets could result in failing to achieve a fixture’s manufactured flow rate. 
 The premise plumbing component itself as well as its surface, scale, biofilm, and 
sediment could influence contaminant removal. Appurtenances such as fixtures, valves, 
fittings, along with gaskets and water heater components are comprised of a number of 
metals and plastics. Water heater tanks are generally glass lined, but often contain 
sediment, which can sequester and release contaminants.
22
 Plastic materials are 




), and contaminants 
can sorb into biofilms.
25,28
  Contaminants may interact with surface deposits including, 
but not limited to, iron scale tubercles, manganese oxyhydroxides, calcium carbonate, 
aluminum hydroxide, and phosphate containing material.  
 This study was initiated because premise plumbing flushing caused illness 
following the January 2014 drinking water contamination incident in West Virginia and 
flushing procedures applied at subsequent organic contaminant incidents in Canada and 
the U.S. varied. The present study’s aim was to review current knowledge associated with 
premise plumbing decontamination and create a rationale for science-based flushing 
protocols. The research objectives were to:  1) conduct a literature review to identify 
premise plumbing decontamination approaches, 2) develop and apply a water heater 
decontamination model for the contamination incidents in West Virginia and Montana, 
and 3) identify future research needs. Organic chemical contamination incidents were the 





1.2 Experimental methods 
1.2.1 Literature review 
 Peer-reviewed literature, foundation and industrial reports, conference 
materials, as well as Canadian and U.S. government reports were analyzed. 
Incident causes, detected contaminants, and premise plumbing decontamination 
actions varied widely. To more clearly explain the findings, incidents were 
grouped into two categories: 1) water distribution contamination and 2) localized 
premise plumbing contamination. Contamination incidents were initially detected 
by drinking water consumer complaints, facility operator observations, and 
notification by first responders at the site of contaminant origination. 
1.2.2 Water heater model 
1.2.2.1 Model derivation and assumptions. When premise plumbing systems 
become contaminated, water heaters store a large volume of affected water. 
Removing this contaminated water is important prior to returning the plumbing 
system to service. A mass balance model was developed to evaluate water heater 
decontamination effectiveness for the 2014 coal washing liquid and 2015 crude oil 
drinking water contamination incidents in West Virginia and Montana. These 
events were evaluated because field data was available for modeling, unlike other 
incidents reviewed where little to no water testing records were found.  
 To predict each flushing protocol's efficacy in reducing water heater 
contaminant levels, an ideal water heater was modeled. The model was simplified 
using the following assumptions: (a) No contaminant reaction or degradation 
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within the system (i.e., a conservative pollutant), (b) No temperature dependence, 
(c) Ideal mixing [C(t)= Cout], (d) The pollutant was already present and equally 
dispersed within the water heater [C0≠0], (e) No head loss, (f) All flow rates were 
equal            ], (g) No interaction with the sediment present, and (h) No 
residual contaminant desorbed from plumbing components and entered the water. 
The derivation of the model was as follows: 
  
  
                    




            
integrating (          ): 






Where C is the concentration leaving the system (equal to the concentration within 
the water heater), Cin is the concentration entering the water heater, C0 is the initial 
concentration within the water heater, Q is the flow rate, V is the tank volume, M is 




Figure 1.2 Water heater control volume 
 
1.2.2.2 Premise plumbing components and field data. Water heater 
decontamination was evaluated for two categories of residential buildings and four 
plumbing system types per category. The characteristics of the two residences 
selected were a 3 bedroom 1 bath manufactured home that contained 2 sinks 
(faucets) and 1 showerhead, and a two story single family home that contained 3 
bedrooms and 2.5 baths with a total of 4 faucets and 2 showerheads. Water heater 
sizes examined were  20 - 40 gal [75.7 - 151.4 L] capacity for the manufactured 
home and 40 - 80 gal [151.4 - 302.8 L] capacity for the single family home.
12,13
 The 
four plumbing system configurations examined were: 
 Legacy home A: Faucet flow rate 4 gpm [15.1 L/min] and 5 gpm [18.9 
L/min] showerhead flow rate. 
 Legacy home B: Faucet flow rate 2 gpm [7.6 L/min] and 5 gpm [18.9 
L/min] showerhead flow rate. 
10 
 
 Renovated home: Faucet flow rate 1.5 gpm [5.7 L/min] and 2 gpm [7.6 
L/min] showerhead flow rate. 
 New home: Faucet flow rates of 0.8 gpm [3 L/min] and 1.25 gpm [4.7 
L/min] showerhead flow rate.  
A condition of the modeling was that all fixtures in each home were flushed 
simultaneously, which is referred to as conventional flushing. Contaminated water 
stored in service lines, plumbing pipes, valves, and fixtures was not considered in 
the flushing model. 
 Flushing duration as well as initial and influent water heater contaminant 
concentration assumptions differed between the West Virginia and Montana model 
runs. In West Virginia, the utility advised residents to flush all of their hot water 
taps for 15 minutes “to bring MCHM [4-methylcyclohexanemethanol] levels under 
the 1 ppm [mg/L] standard established by the U.S. CDC [Centers for Disease 
Control and Prevention]”.
29
 4-MCHM was the main ingredient in the coal washing 
liquid that contaminated the drinking water. The State of West Virginia also 
recommended residents conduct hot water flushing first for 15 minutes for 
buildings that discharged to septic systems. The initial 4-MCHM water heater 
concentration (C0) chosen for the model herein was 3.773 mg/L, the greatest 
known 4-MCHM concentration in the utility's water distribution system.
2
 For the 
West Virginia incident, water heater decontamination scenarios were evaluated 
using ten different influent 4-MCHM concentrations (Cin values of 0.017 mg/L to 
0.319 mg/L), representing the maximum 4-MCHM concentration observed in the 
11 
 
water distribution system during each day following the lifting of the “Do Not 
Use” drinking water order.
1
   
To evaluate water heater decontamination in Montana, a 15 minute flushing 
duration was also applied. The initial benzene concentration (C0) in the water 
heater was 15 µg/L, the maximum concentration found at fire hydrants.
30
 The U.S. 
Environmental Protection Agency (EPA) drinking water maximum contaminant 
level (MCL) for benzene [5 µg/L] was used for evaluating flushing effectiveness. 
No water testing results were found that described premise water quality after 
residents were directed to flush. As a result, the Cin for Montana was assumed to 
be 0 µg/L.  
1.3 Results and Discussion 
1.3.1 Literature review: building plumbing system contamination 
 The literature review revealed that flushing with and without chemical 
oxidation and surfactant aides has been applied in response to organic contaminant 
drinking water contamination incidents. Thirty-nine intentional and unintentional 
drinking water chemical contamination events from the past 40 years were found. 
Contaminants, some described in detail and others rather vaguely described in the 
literature, had a wide range of physiochemical properties (Table SI-1). For the 
previously discussed 2014 incident in West Virginia, one research team identified 
additional chemicals present in the contaminated drinking water that officials did 
not test for during the response.
31
 This discovery implies that the limited water 
testing data available in the literature may not fully describe the effectiveness of 
premise plumbing flushing as some chemicals may have been overlooked.  
12 
 
 Causes of drinking water distribution system and subsequent premise 
plumbing system contamination included leaking above ground chemical storage 
tanks, train derailments, cross-connections, and chemical pipeline failures. Many 
times contaminants entered a water distribution system after the source water 
became contaminated and contaminated water had passed through the water 
treatment plant. In contrast, localized premise plumbing system contamination 
incidents were caused from internal sources such as cross-connections and 
backflow issues involving negative pressures. When drinking water contamination 
originated from within the building, the radius of infrastructure affected was 
limited, but higher pollutant concentrations were sometimes observed.
32
  
1.3.1.1 Water Distribution Systems. Premise plumbing systems have been 
contaminated with a wide variety of pollutants that entered the premise by way of 
the utility water distribution systems (Table 2). Some of the contaminants detected 
in the 21 incidents found included microcystins, benzene, toluene, ethylbenzene, 
xylenes, various other VOCs, pesticides, and unregulated semi-volatile organic 
compounds (SVOC) with a wide range of physiochemical properties. The six 
incidents that occurred in Canada and the U.S. since January 2014 had the greatest 
amount of publicly available data and were examined more closely. 
In these six most recent cases, residents were without water from 3 to 30 
days due to contamination. In premise plumbing contamination incidents prior to 
January 2014, building inhabitants were without safe water for up to several 
months, but outage duration often was not reported in incident reports. Restricted 
use orders for drinking water were issued in all six recent events. Population water 
13 
 
use restrictions ranged from avoiding all water contact except for toilet flushing 
and firefighting activities, to only banning ingestion, boiling, and bathing 
activities. During all of these incident recoveries, contaminated water was flushed 
through fire hydrants and the public was advised to flush contaminated water out 
of their premise plumbing. No other decontamination approach such as chemical 
oxidation or surfactant use was applied. 
Premise plumbing water testing results were found for only four of the six 
recent incidents, though the representativeness of the data may be questionable. In 
West Virginia, utility and state officials collected drinking water from businesses 
and government buildings. However, these officials flushed cold water taps for 15 
minutes prior to collecting samples in an effort to obtain water from the utility 
water distribution system rather than the premise plumbing system. Several 
nonprofit, for-profit, and university research teams did conduct testing of premise 
plumbing water (first-draw samples).
1,4
 Officials did not use this information for 
premise plumbing flushing decisions or monitoring protocol effectiveness. Premise 
plumbing water testing data were found in Montana before flushing, but no water 
testing data were found representative of premise water quality after flushing. 
Premise drinking water testing data before and after flushing for the other recent 









Table 1.2 Building plumbing system contamination incidents where the source originated from outside the building  












 15 Truck spill Diesel fuel Flushing 5,000 nr 1 
Glendive, MT
46
 15 Pipe rupture, spill Crude oil Flushing 6,000 Yes 5 
Longueuil, QC, CN 15 Tank rupture, spill Diesel fuel None 230,000 No 2 
Washington, D.C.
47
 14 Unknown Petroleum product Flushing Est. 370 nr 3 
Toledo, OH
48
 14 Algal bloom Microcystins
c
 Flushing 500,000 No 2 
Charleston, WV
1





 12 Pipe rupture, spill Petroleum product nr 50 nr 30 
Safed, Israel
38
 10 DS backflow Diesel fuel Flushing; Surfactant 3,000 nr 3 
Boise, ID
50
 05 Unknown TCE Flushing 117 nr nr 
Stratford, ON, CN
51
 05 DS backflow 2-Butoxyethanol Flushing 32,000 Yes Up to 7 
Northeast Italy
52
 02 New pipe install Cutting oil Flushing 4 bldgs nr Months 
Guelph, CN
53
 97 DS backflow Petroleum product nr 48,000 nr 3 
Charlotte, NC
36
 97 DS backflow Fire suppressant (AFFF)
d
 Flushing 29 bldgs No nr 
Tucumcari, NM
32,54
 95 DS backflow Toluene, phenol, etc.
a
 Flushing nr Yes nr 
Uintah Highlands, UT
32
 91 DS backflow TriMec; 2,4-D; dicamba nr 2,000 homes Yes nr 
Hawthorne, NJ
36
 87 DS backflow Heptachlor 
Cl2 flush; 
Replacement 
63 No nr 
Gridley, KS
54
 87 DS backflow Lexon DF nr 





 86 DS backflow Heptachlor, chlordane Flushing 23 homes No 3 
Pittsburgh, PA
54
 81 DS backflow Heptachlor, chlordane 
Flushing; 
Replacement 
300  (23 bldgs) No 27 
Lindale, Georgia
55
 80 DS construction Phenolic compounds Super-chlorination Hospital Yes nr 
Montgomery Cty, PA
35
 79 Tank rupture, spill TCE nr 500 Yes nr 
TCE = Trichloroethylene; nr = Not reported in the literature; DS backflow represents back-siphonage of liquid through a fire hydrant or existing water distribution 
system connection; aBenzene, ethanol, nonanoic acid, decanoic acid, octanol, octanoic acid, heptanoic acid, butanoic acid, silicone, diconic acid and four trihalomethanes; 
bSome residents waited 30 days before flushing the contaminated water from their premise plumbing; cMicrocystins present were estimated to include LR (60-80%), RR 
(10-25%), and YR (5-15%); dAqueous-Film Forming Foam. 
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While many incident reports lacked premise drinking water quality data 
pertaining to flushing effectiveness, a few incident reports prior to 2014 contained 
detailed information. For example, when pesticides contaminated plumbing 
systems in Pennsylvania (1981) and New Jersey (1987), flushing was unable to 
reduce contaminant levels below acceptable exposure limits. In Pennsylvania, hot 
water was found to have significantly greater pesticide concentrations than cold 
water during flushing implying that hot water plumbing components, sediment, 
and corrosion products had sequestered contaminant.
33,34
 When flushing could not 
reduce contaminant levels successfully, premise service lines and plumbing 
components were replaced.
35,36
 In one case, plumbing pipes were super-chlorinated 
after flushing in an attempt to degrade the remaining chemicals, but this technique 
was not effective.
36
  Premise plumbing decontamination using oxidants has not 
been widely applied, but was found effective for certain utility water distribution 
system-chemical contamination scenarios in Europe.
37
A water distribution system 
contamination incident in Israel was also examined. In response to this incident, 
flushing with use of a surfactant was used to remediate the water distribution 
system.
38
 Surfactants have not been widely applied in premise plumbing 
decontamination activities.  
1.3.1.2 Localized Building Events. Premise plumbing contamination caused by a 
source inside the building represents a large group of underreported, high risk 
contamination events. Numerous cross-connection control trade associations have 
been established to raise awareness about the risks these incidents pose to public 
health. For several decades, there have been a significant number of incidents 
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documented that involved the accidental backflow of ethylene glycol, a common 
compound used in heating ventilation and air conditioning systems, into premise 
plumbing (Table 3). In many of the cases, an open valve, whether by mistake or 
malfunction, in combination with negative pressure often occurring from repairs 
introduced organic chemicals into premise plumbing. These negative pressure 
events, common in water distribution systems, are typically caused by a significant 
change in water velocity
39
 and can lead to under-identified contamination 
incidents. 
1.3.1.3 Analysis of Flushing Procedures Across Incidents. Flushing is a common 
approach to removing contaminated water from premise plumbing. There is, 
however, wide disparity between procedures, and evidence shows that poorly 
designed flushing procedures can cause building inhabitants to become ill. Of the 
premise plumbing contamination responses identified, 19 used flushing as the 
primary decontamination technique, three combined flushing with chlorination, 
and one used flushing in combination with a surfactant. Only ten incident reports 
contained flushing guidance that enabled a more detailed analysis (Table 4).  
 There was little uniformity in premise plumbing flushing procedures. 
Recommendations varied widely for flushing duration, the flushing stepwise 
process (all fixtures flushed simultaneously or in a staged approach), if and in what 
order hot and cold water lines should be flushed, if drinking water odor should be 
used as an end point, and if indoor ventilation precautions were issued and the 
specificity of those precautions (Figure 3 and Table 4). Additionally, several 
premise plumbing flushing protocols did not seem to include the time needed to 
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remove contaminated water from residential service lines. For example, the World 
Health Organization (WHO) explained 2 - 10 minutes of flushing was needed for 
the service line, but also cautioned that this duration this may not be sufficient to 
fully flush the line due to variable service pipe lengths.
40
 Others have found that a 
15 minute flush was required to remove water from residential service lines.
13
 By 
flushing hot water first it seems several flushing protocols likely replaced 
contaminated water in the water heater with equally contaminated water from the 
service line.  
1.3.2 Model: water heater decontamination  
Several water heater decontamination scenarios were found where flushing did not 
reduce contaminant levels below the health based drinking water limits in West 
Virginia and Montana (Tables A-2 - A-7). These scenarios were based on 1) 
flushing guidelines issued by the officials, 2) maximum contaminant 
concentrations found within the contaminated utility water distribution systems, 








Table 1.3 Building plumbing system drinking water contamination incidents where the source originated from 
inside the building  













06 A/C backflow 
Cooling sys 
liquid 
Flushing 430 No nr 
Florida
56
 01 A/C backflow Ethylene glycol nr School Yes nr 
Franklin, NE
54










Park Yes nr 
Missouri
54
 91 Backflow Trichloroethane Flushing nr nr nr 
Brighton, CO
54
 90 A/C backflow Ethylene glycol Flushing 450 Yes nr 
Tucson, AZ
32
 89 Backflow Diazinon nr nr No nr 
Cincinnati, OH
54











 88 Backflow Ethylene glycol Flushing Factory No < 1 
Cleveland, OH
54
 88 B ackflow 
Water-soluble 
oil 
nr 6 families nr nr 
North Dakota
54
 87 A/C backflow Ethylene glycol nr Building Yes nr 
Kansas
54
 86 Backflow Malathion nr Grain mill Yes nr 
New York
54
 85 A/C backflow Ethylene glycol nr Hospital Yes nr 
Boston, MA
54
 85 Backflow Ethylene glycol 
Hydrants and taps 
flushed 
Hospital nr nr 
Macon, GA
54





83 Tank backflow Paraquat Flushing nr nr nr 
Bailey, CO
57
 82 Faulty valve Ethylene glycol Flushing 300 Yes 2 







Table 1.4 Flushing procedures explained in the literature differed based on the sequence of flushing activities, 
premise flushing locations, and duration 
Location, Date Contaminant In-Home Flushing Procedure 
Nibley, UT, 2015 Diesel fuel (SVOCs, VOCs) Cold water 35 min, hot water 30 min, run 










Estimated to be a petroleum based solvent 
(Contaminants unknown, Possible SVOCs 
and VOCs) 
Begin at the sink on the lowest floor and run 
each cold water tap 10 min, flush cold water 
from upper level sinks 5 min, refrigerator 
water dispenser 5 min
7
 






Crude MCHM, Stripped PPH (SVOCs, 
VOCs) 




Health Dept: Hot water 13 min per faucet, 
starting in kitchen. 2 min all hot water 
faucets. Cold water 4 min per faucet, 1 min 
all cold water faucets. Attempt to discharge 
to ground surface instead of septic tank 
Stratford, ON, 
CN, 2005 
Car wash cleaning agent containing 2-
Butoxyethanol (Possible VOCs) 





Fire suppressant (AFFF) - Hydrocarbon 
based surfactant  
Hot water 10 min, cold water 10 min
36
 




Flush both hot and cold water
54
 
Hope Mills, NC, 
1986 
Pesticide (heptachlor, chlordane) (Possible 
VOCs) 
Flush to drain lines and water heaters
36
 










Figure 1.3 Comparison of premise plumbing system flushing guidance for ten Incidents. 
(a) Recommended hot water total flushing time, (b) Number of incidents where residents 
were explicitly directed to flush hot water, (c) Recommended water temperature for the 
initial flush. Incidents represent those events presented in Table 4.
i
West Virginia septic 
tank flushing procedure not included 
  
The water utility and State of West Virginia flushing guidelines were 
examined for the West Virginia incident. Because the total flushing durations of 
each protocol were the same, the impact of flushing on water heaters by both 
protocols can be discussed singularly. The model revealed several water heater 
flushing scenarios where the 4-MCHM concentration was not reduced below the 
CDC’s health limit (Tables A-2 - A-5). Of the 120 scenarios modeled for the 
manufactured home, 14 did not reduce 4-MCHM concentrations below the CDC 
limit. For the two story single family home, 24 scenarios of 200 examined did not 

































































concentration, storage tank volume, and flow rate were responsible for these 
exceedances (Figure 4). 
Water saving devices also limited the ability of the flushing process to 
reduce the 4-MCHM water heater concentration and the larger the water heater 
volume, the more likely the flushing process did not achieve its objective. The total 
water heater flushing duration necessary to reduce the 4-MCHM concentration 
below the CDC limit (with several influent concentrations) varied from 2 minutes 
to upwards of 22.8 minutes depending on water heater volume and flow rate 
(Table 5).  
 The flushing duration needed to reduce the 4-MCHM concentration in the 
water heater by 90%, 99%, and 99.9% was also calculated. The model showed that 
even under the best-case scenario (smallest water heater size, highest flow rate), a 
3-log removal (99.9%) could not be achieved within 10 minutes (Table 6 and SI-9). 
A 3-log removal of 4-MCHM, 3.773 mg/L to 3 µg/L, assuming Cin was zero, 
would have required 97 minutes. Unfortunately, for this case the drinking water 
would still have had a detectable licorice odor as odor threshold concentration was 
less than 0.15 µg/L.
41
 Also, the flush water was contaminated with as much as 
0.319 mg/L 4-MCHM. 
In contrast to model results from the West Virginia incident, only 2 
scenarios of 32 examined for the Montana crude oil contaminated water incident 
resulted in benzene exceeding the drinking water health limit (Figure 5). These 
Montana scenarios (one for the two story single family home and one for the 
manufactured home) involved buildings with water saving fixtures and the largest 
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size water heater. A limitation of the Montana modeling effort was that no post-
flushing premise drinking water quality test results were found to validate the 
model. 
 
Figure 1.4 West Virginia example: New two story single family home with water saving 
fixtures, initial 4-MCHM concentration of 3.773 mg/L (a) with tank volume 60 - 80 
gallons [227.1 - 302.8 liters] and influent concentration 0.319 mg/L, (b) with tank volume 
of 80 gallons [302.8 liters] and variation of influent concentration 0 - 0.319 mg/L. CDC 


















60 gal (227.1 L) 70 gal (265 L) 80 gal (302.8 L) 
CDC Limit WVTAP Limit 


















Cin = 0 mg/L Cin = 0.319 mg/L Cin = 0.172 mg/L 
CDC Limit WVTAP Limit 
1.41 mg/L 1.30 mg/L 
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Table 1.5. Flushing duration needed to reduce the 3.773 mg/L water heater 4-MCHM 
concentration to the CDC’s 1 mg/L drinking water screening level, minutes  
Influent 
Concentration, mg/L 
Plumbing System Type 
Legacy A Legacy B Renovated New 
0 2.0 - 4.1 3.0 - 5.9 5.3 - 10.6 9.3 - 18.6 
0.01 2.1 - 4.1 3.0 - 5.9 5.3 - 10.7 9.4 - 18.7 
0.10 2.2 - 4.3 3.1 - 6.3 5.6 - 11.3 9.9 - 19.7 
0.20 2.3 - 4.6 3.3 - 6.7 6.0 - 12.0 10.5 - 21.0 
0.319 2.5 - 5.0 3.6 - 7.2 6.5 - 13.0 11.4 - 22.8 
 
1.3.3 Limitations and implications 
 This study has several limitations, but provides a foundation from which premise 
plumbing decontamination approaches can be further developed. Absence of flushing 
protocol design information and premise plumbing water quality testing data for the 
incidents reviewed inhibited the authors from fully examining how utilities and public 
health agencies developed and validated flushing protocol effectiveness. Results showed 
that premise plumbing design, operational conditions, contaminants present and their 
properties, as well as building inhabitant safety have not been fully considered in the 
design of previous flushing protocols. No formal guidance was found on how to 
remediate premise plumbing contaminated by organic chemicals. In light of recent large-
scale drinking water contamination incidents as well as economic, social, and public 
health impacts they caused, additional research on premise plumbing decontamination is 





Table 1.6. Time needed to achieve 1-, 2-, and 3-log removal from a water heater in a two 
story single family home assuming no chemical interaction, degradation, or source. 
Water heater 
size (gal) 
Type Log removal time 
(min) 
1 2 3 
40 Legacy A 3.5 7.1 10.6 
Legacy B 5.1 10.2 15.4 
Renovated 9.2 18.4 27.6 
New Home 16.2 32.3 48.5 
50 Legacy A 4.4 8.9 13.3 
Legacy B 6.4 12.8 19.2 
Renovated 11.5 23.0 34.5 
New Home 20.2 40.4 60.6 
60 Legacy A 5.3 10.6 15.9 
Legacy B 7.7 15.4 23.0 
Renovated 13.8 27.6 41.5 
New Home 24.2 48.5 72.7 
70 Legacy A 6.2 12.4 18.6 
Legacy B 18.6 37.1 55.7 
Renovated 16.1 32.2 48.4 
New Home 28.3 56.6 84.8 
80 Legacy A 7.1 14.2 21.3 
Legacy B 10.2 20.5 30.7 
Renovated 18.4 36.8 55.3 





Figure 1.5. Montana example: New two story single family home with water saving 
fixtures, initial benzene concentration of 15 µg/L, and EPA MCL of 5 µg/L. 
 
 Flushing is a common technique applied in the pharmaceutical, food and beverage, 
and chemical production industries. In these industries, flushing is applied to remove 
contaminated liquid from piping systems and contaminants from surfaces. Best practices 
from these disciplines should be considered in the design and selection of premise 
plumbing decontamination methods. Flushing has proven to be an effective premise 
plumbing decontamination technique, but there have been some instances where it has 
failed and component replacement was required.
33
 For example, flushing was unable to 
decontaminate pesticides in the premise plumbing. Because premise drinking water data 
was lacking for the majority of incidents reviewed, the performance of other flushing 
protocols remain unclear.  
 An important observation is that while at least 15 minutes of flushing is needed 
for clearing some service lines,
12,13
 several flushing protocols only required 


















50 gal (189.3 L) 60 gal (227.1 L) 70 gal (265 L) 
80 gal (302.8 L) EPA Limit 
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recommended as the first step for several of the flushing protocols. In these cases, equally 
contaminanted water in the service line likely was drawn into the water heater. More 
work is needed to understand the volume of water stored in premise plumbing 
components as well as which premise plumbing contamination scenarios warrant more 
aggressive recovery methods. These methods include surfactant use and component 
replacement. 
 To enable utilities and public health agencies to rapidly and safely decontaminate 
affected plumbing systems, tools that can predict organic contaminant fate and removal 
effectiveness are needed. No literature was found for estimating organic contaminant fate 
in premise plumbing where a wide variety of designs and components exist. For an ideal 
situation, in the absence of oxidants, biofilm, rough pipe wall surfaces, and sediment in 
the water heater, contaminant fate will be influenced by physicochemical properties, 
water chemistry, environmental conditions, and plumbing materials it contacts. Premise 
plumbing has been contaminated by contaminants with a wide range of physiochemical 
properties: Vapor pressure (10
-7
 to >7,542 mmHg), water solubility (0.01299 mg/L to 
miscible), Log Kow (-1.36 to 6.26) (Table A-1). Should contaminants react with oxidants, 
interact with biofilms, pipe wall surfaces, surface deposits, or water heater sediment, 
describing their fate, and that of their degradation products, would be much more 
complex. While flushing can be sufficient for bulk contaminant removal, this process 
may not remove pipe deposits or films.
42
 Scouring and physical removal of sediment, 
sorbed surface substances, and scale material may also be needed. While some surface 
scales can be easily removed such as a thin scale of mangaese on PVC pipe,
43
 researchers 
have found that several organic contaminant-pipe deposit pairs can be highly problematic 
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to remediate. For example, acetonitrile was needed to extract certain organic 
contaminants from utility water distribution system biofilms and clay deposits.
37
 
Research is needed to understand contaminant fate in premise plumbing. Results can aide 
utility and public health agencies in their infrastructure decontamination decisions. 
 The flushing guidiance issued by the utility in West Virignia explicitly stated 
"after you have flushed each hot water faucet for 15 minutes, your water heater will be 
safe for use".
2
 The water heater model predicted several premise plumbing design and 
operation scenarios in West Virginia where 4-MCHM levels were not reduced below the 
CDC drinking water screening level. This guidance did not take into account the time 
needed to clear contaminated water from service lines (15 minutes required
12,13
) and hot 
water lines within residence piping (6.5 gal [24.6 L] for the average home
14
) before water 
heater flushing was conducted. As a result, the water may not have been safe to use after 
building inhabitants completed the flushing procedure. An important note is that at least 
one other coal washing contaminant was found by researchers in the drinking water, 
which was not considered in either water distribution system monitoring or flushing 
protocol design.
29
 As a result, the proposed model may have overestimated how well 
residential water heaters were decontaminated; more hot water flushing scenarios could 
have failed to reduce contaminant levels below acceptable exposure standards. Bench-
scale data are needed to further test the water heater model presented herein. Field data 
should be collected when premise plumbing flushing processes are carried-out in 





1.3.4 Flushing protocol design and future research 
 The ultimate goal of decontamination should be for building inhabitants to regain 
safe use of their plumbing systems. To this end, it is important that utility and public 
health agencies not only understand the contaminants and concentrations present and 
their toxicity, but also communicate with one another about the decontamination goal and 
the acceptable concentration of contaminant(s) permitted in premise plumbing. Confusion 
about what constitutes safe drinking water can influence how the public evaluates 
premise plumbing decontamination.  A sequence of events during 2014 West Virginia 
chemical spill response provides insight into this challenge.
1
  
 January 9 the CDC issued a health based 1 mg/L 4-MCHM drinking water 
screening level. Later that day the state determined the 4-MCHM screening level 
should be 10 µg/L.
44
  
 January 10 the U.S. Agency for Toxic Substances and Disease Registry advised 
the state to flush the affected water system until the drinking water’s licorice odor 
was no longer detectable (<0.15 µg/L).  
 January 13 – 18 the public was directed to flush their premise plumbing systems.  
 January 15 the CDC recommended pregnant women consider an alternate water 
source until 4-MCHM was nondetectable; method detection limit 10 µg/L.  
 January 21 the company responsible for the chemical spill disclosed to the water 
utility and state additional chemicals were present, propylene glycol phenyl ether 
and dipropylene glycol phenyl ether. These were then detected in the drinking 
water, but not considered in the flushing protocol.  
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While the mechanics of premise plumbing flushing are important, it is also important that 
the target contaminant(s) and concentration(s) are well-justified, publicly defined, and are 
used to define the premise plumbing remediation procedure.  
 Until a more fundamental understanding of plumbing system decontamination can 
be developed, water utilities and public health agencies could consider the following 
approach. The ideal case is when the water distribution system has been fully 
decontaminated and water free of the contaminant(s) [concentration = 0] will be used for 
premise plumbing decontamination. Though, as shown in prior incidents, some residual 
level of contaminant may be present in the distribution system. Premise plumbing 
flushing procedures should consider the presence of residual contaminant when 
predicting flushing effectiveness.  
 A staged or conventional flushing approach should be considered. Staged flushing 
is where the location closest to the service line is flushed first, then fixture flushing is 
conducted sequentially throughout the building to prevent the spread of contamination 
further into the plumbing system. Staged flushing may also be called unidirectional 
flushing. Conventional premise plumbing flushing is where all fixtures are flushed 
simultaneously. 
 Before flushing begins, several site preparation activities should be considered. 
Low-flow conditions and devices should be addressed. Aerators could be removed from 
fixtures to allow for elevated flow rates. Point-of-use and point-of-entry devices should 
be removed from premise plumbing. This is especially important before flushing begins 
so flow restrictions and potential contaminant sources within the plumbing system are 
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removed. Disposal of the removed materials (i.e., faucet water filters, softener resin) 
exposed to the contaminanted water should be considered. 
 Building inhabitant safety is a critically important aspect of the flushing process. 
For situations where organic contaminants do or might pose inhalation risks, models 
should be developed and applied to estimate indoor air chemical exposure during the 
flushing procedure. The models should also be run to estimate the exposure to the most 
sensitive population (i.e., infants, children, persons with respiratory disease, etc.), who, 
unless directed to leave the premise, will be present during flushing. Under situations 
where drinking water contaminants are volatile and there is little toxicological data 
available, building inhabitants should be advised to evacuate the buildings during 
flushing and additional personal protective equipment (PPE) is recommend. In the field, 
windows and doors could be opened and fans could be setup to expel contaminated air. 
The contaminated water’s chemical composition should be well defined so that the target 
contaminants, concentrations, and possible safety issues are thoroughly understood 
during flushing protocol design.  
 Once the site has been prepared, flushing could start at cold water tap closest to 
the service line. Current guidance indicates at least 15 minutes is required to flush 
residential service lines. With additional research into pipe diameters, lengths, and flow 
rates, this 15 minute flushing duration could increase or decrease. Next, cold water 
flushing could continue and start at the fixtures closest to the service line, then continue 
moving away from this point into the building. Fixtures located on the highest floor 
would be flushed last. Flushing of hot water lines and the water heater could be 
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conducted after cold water lines have been cleared. Flushing guidance for appliances, 
outdoor spigots, and additional fixtures should also be considered. 
 Shutting off the water heater and draining its cooled water could be considered. 
This action would reduce the potential that hot contaminated water would be discharged 
into the home enabling chemical volatilization and pose inhalation and dermal contact 
risks to building inhabitants. Water heater draining should remove a large volume of 
contaminated water within the plumbing system and reduce the amount of this water that 
travels through building pipes and exits faucets. Water heater draining may also result in 
sediment discharge, and remove contaminant(s) that had sorbed to this material. This 
approach however should be carefully considered as draining water heaters may require 
special ventilation conditions and PPE. Handling and disposal of the discharged sediment 
should also be considered.  
 Because there is minimal flushing protocol performance data, it is recommended 
that flushing be conducted liberally where multiple cycles of flushing are carried-out 
rather than a single flushing event. Sending contaminated water into the premise 
wastewater collection system is one disposal option. In response to some incidents, 
contaminated water discharge onto the ground was recommended. The toxicity of the 
contaminated water, water volume, and water reuse potential must be considered in these 
situations. Damage to downstream wastewater collection and treatment assets, as well as 
the public and environmental health risks posed by water should be considered. 
Coordination of premise plumbing flushing activities with the utility would be necessary, 
as a finite amount of drinking water is stored in the water distribution system. Efforts 
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should be made so that enough water volume and pressure is available for flushing and 
other activities (i.e., firefighting). 
 Before the flushing procedure is distributed to the affected population, water 
heater modeling, indoor air modeling, as well as water storage calculations, should be 
carried-out and the flushing procedure could be piloted in select buildings. Water testing 
before, during, and after flushing can help officials gauge whether or not the flushing 
approach has been effective. As researchers discovered in West Virginia, some premise 
plumbing drinking water 4-MCHM concentrations were unchanged or increased due to 
flushing.
1,4
 Pilot testing of the flushing procedure could provide these or other insights 
(i.e., chemical volatilization, sorption). Bench-scale studies could then be commissioned 
to better understand contaminant fate in plumbing systems (i.e., sorption, degradation).
1,4
  
The lack of published calculations explaining how flushing procedures were determined 
inhibited a more thorough examination of past incidents. The water heater model 
presented and study recommendations provide a first step in developing science-based 
decontamination protocols for varied plumbing systems. At present, a science-based 
approach for recovering from premise plumbing system chemical contamination 
incidents is lacking. There is much opportunity in this field for future advancement. 
Further development of an evidence based methodology for premise plumbing 
decontamination is very much needed.  
1.4 Acknowledgements 
 Thanks are extended to the 16 households who participated in this study 
along with Rob Goodwin, West Virginia Clean Water Hub, and Maya Nye, People 
Concerned About Chemical Safety, who helped us identify households visited. The 
33 
 
authors greatly acknowledge students and faculty that conducted the in-home 
water sampling in West Virginia. Pete DeMarco from IAPMO is also thanked for 
his insights into plumbing system design. This work was funded by a grant 
(1424627) from the National Science Foundation CBET program. The three 
anonymous reviewers are also thanked for their insights and Jake Hawes at Purdue 






1. A.J. Whelton, L. McMillan, M. Connell, K.M. Kelley, J.P. Gill, K.D. White, R. 
Gupta, R. Dey, C. Novy, Environ. Sci. Technol, 2015, 49 (2): 813–823. 
http://dx.doi.org/10.1021/es5040969 
 
2. West Virginia American Water. How to Flush Your Plumbing System. January 
2014. 3 p. Charleston, WV USA. 
http://www.governor.wv.gov/Documents/How to Flush Your Plumbing 
System.pdf 
 
3. Department of Health and Human Resources, State of West Virginia. 
Recommendations for flushing household plumbing at homes served by 
WV American Water which also use a septic system for sewage disposal, 




4. J. Weidhaas, K. Buzby, A. Harris, P. Ziemkiewicz, K. Wang, L. Lin. 
MCHM/PPH in the Elk and Kanawha Rivers after January 2014 Spill: 
Lessons Learned. Presentation at the West Virginia Mine Drainage Task 
Force Symposium. April 1, 2015. Morgantown, WV USA. 
http://www.wvmdtaskforce.com/proceedings/15/LIN.pdf 
 
5. Bureau of Public Health, Department of Health and Human Resources, West 
Virginia. Notice From Bureau For Public Health. Letitia Tierney MD JD, 
Commissioner and State Health Officer. January 13, 2014. Charleston, WV 
USA. 
 
6. American Federation of Teachers (AFT). Safety Precautions for Flushing Water 
Lines. January 13, 2014. 1 p. Washington, D.C. USA. 
 
7. District of Columbia Water and Sewer Authority. Do Not Drink Advisory Lifted 
for Affected DC Water Customers. 2014 [accessed 2015 Mar 23]. 
Washington, D.C. USA. 
http://www.dcwater.com/site_archive/news/press_release700.cfm 
 
8. U.S. Environmental Protection Agency (EPA). Glendive Spill Ambient Air and 






9. Department of Environmental Quality, State of Montana. FAQs | Poplar 




10.National Sanitation Foundation (NSF) International  and American National 
Standards Institute (ANSI). NSF/ANSI 61 - 2013 Drinking Water System 
Components - Health Effects. Ann Arbor, Michigan, USA; 2013. 196 p.  
 





12. U.S. Department of Energy (DOE). Energy Star Water Heater Market Profile. 




13. R.H. Brazeau, M.A. Edwards, Journ. Green Build., 2011, 6 (4): 77–95. 
http://dx.doi.org/10.3992/jgb.6.4.77 
 
14. R.H. Brazeau,M.A.  Edwards, Journ. Green Build, 2013, 8 (2): 73–89. 
http://dx.doi.org/10.3992/jgb.8.2.73 
 




16. Marshall O.S., Van Blaricum V.L., Knoll R.H., Hock V.F., Myers J.R. 
Demonstration of Field Rehabilitation Technique for Removing Corrosive 
Solder Flux in Cold Water Copper Piping Systems. U.S. Army Construction 
Engineering Research Laboratories. 1994. 55 p. Champaign, IL USA. 
 
17. W. Wu, R.S. Roberts, Y.-C. Chung, W.R. Ernst, S.C. Havlicek, Arch. Environ. 
Contam. Toxicol., 1989. 18 (6): 839–843. doi: 10.1007/BF01160298 
 
18. Consumers Union of the United States, Inc. Low-flow bathroom faucets on the 




19. National Association of Home Builders (NAHB) Research Center. Low Flow 
Plumbing Fixtures. 2010 [accessed 2015 Mar 24]. Washington, D.C. USA.  
36 
 
20. U.S. DOE. Reduce Hot Water Use for Energy Savings. June 15, 2012 [accessed 
2015 Mar 24]. Washington, D.C. USA. 
http://energy.gov/energysaver/articles/reduce-hot-water-use-energy-savings 
 
21. J. Glater, J. Louis York, K. Campbell. Scale Formation and Prevention. In: 
Spiegler KS, Laird ADK, editors. Principles of Desalination. 2nd Ed. New 
York: Academic Press; 1980. p. 627–678. 
 
22. Loffredo E., Senesi N. The Role of Humic Substances in the Fate of 
Anthropogenic Organic Pollutants in Soil with Emphasis on Endocrine 
Disruptor Compounds. Soil and Water Pollution Monitoring, Protection 
and Remediation. 2006. 69: 69–92. doi: 10.1007/978-1-4020-4728-2_423. 
  
23. Treado S, Watson S. Building Plumbing System Decontamination- First 
Report on Recommendations  
 
24. U.S. EPA. Pilot-Scale Tests and Systems Evaluation for the Containment, 
Treatment, and Decontamination of Selected Materials from T&E Building 
Pipe Loop Equipment, EPA/600/R-08/016. 2008. Washington, D.C. USA. 
 
25. U.S. EPA. Removing Biological and Chemical Contamination from a 
Building's Plumbing System: Method Development and Testing, 
EPA/600/R-12/032. 2012. Washington, D.C. USA. 
 
26. P. Hyenstrand, J.S. Metcalf, K.A. Beattie, G.A. Codd. Losses of the 
cyanobacterial toxin microcystin-LR from aqueous solution by adsorption 
during laboratory manipulations. Toxicon. 2001 [accessed 2015 Jul 
28];39(4):589–594.  
 
27. J.S. Metcalf, P. Hyenstrand, K.A. Beattie, G.A. Codd. Effects of 
physicochemical variables and cyanobacterial extracts on the immunoassay 
of microcystin-LR by two ELISA kits. Journal of Applied Microbiology. 
2000 [accessed 2015 Jul 28];89(3):532–538.  
 
28. J.V. Headley, J. Gandrass, J. Kuballa, K.M. Peru, Y. Gong, Environ. Sci. 
Technol., 1998, 32 (24): 3968–3973.  
 
29. J. McIntyre. Direct Testimony of Jeffrey L. McIntyre. Case No. 14–0872-W-
GI; General Investigation Pursuant to W.Va. Code 24–2-7 into the Actions 
of WVAWC in Reacting to the January 9, 2014 Chemical Spill. Public 






30. NY Daily News. Drinking water unsafe after crude oil spill in Mont. river. NY 




31. Foreman WT, Rose DL, Chambers DB, Crain AS, Murtagh LK, Thakellapalli 
H, Wang KK. Determination of (4-methylcyclohexyl)methanol isomers by 
heated purge-and-trap GC/MS in water samples from the 2014 Elk River, 
West Virginia, chemical spill. Chemosphere. 2015 [accessed 2015 Jul 
17];131:217–24.  
 
32. United States Environmental Protection Agency (EPA). Potential 
Contamination Due to Cross-Connections and Backflow and the Associated 
Health Risks. Washington D.C.; 2001. 44 p. 
 
33. Moser, R.M. 2005. Purposeful Contamination of Distribution System with 
Chlordane Affecting 10,000 People. Proc. AWWA Water Security Conf. 
Denver, CO USA. 
 
34. Welter G, LeChevallier M, Cotruvo J, Moser R, Spangler S, Guidance for 
decontamination of water system infrastructure, Project # 2981, 2009, 
Water Research Foundation. Denver, CO USA. 
 
35. Landrigan PJ, Kominsky JR, Stein GF, Ruhe RL, Watanabe a S. Common-
source community and industrial exposure to trichloroethylene. Archives of 
environmental health. 1987;42(November 2014):327–332. 
 
36. Watts. Stop Backflow News: Case Histories and Solutions. North Andover, 
MA, USA; 1998. 60 p. 
 
37. European Commission. Final Report Summary –Security and decontamination 
of drinking water distribution systems following a deliberate contamination 
[Secure Eau], Brussels, Belgium, 12 p. Accessed May 21, 2015] 
http://cordis.europa.eu/result/rcn/57647_en.h. 
 
38. Eyadat F. 3,000 in Safed left without water after diesel fuel contaminates 




39. United States Environmental Protection Agency (EPA). The Potential for 
Health Risks from Intrusion of Contaminants into the Distribution System 





40. World Health Organization (WHO); Organisation for Economic Co-operation 
(OECD). Assessing Microbial Safety of Drinking Water: Improving 
Approaches and Methods. 2001. 295 p. 
http://www.who.int/water_sanitation_health/dwq/9241546301full.pdf 
 
41. McGuire, M. J.; Suffett, I. H.; Rosen, J.Consumer panel estimates of odor 
thresholds for crude 4-methylcyclohexanemethanol Journal of the American 
Water Works Association 2014, 106 ( 10) E445– E458. 
 
42. American Water Works Association (AWWA). Distribution Syatem Issues 
Part 2 of 3: Water Quality and Asset Management Working Together. 2014 
[accessed 2015 Jul 7].  
 
43. Cerrato J.M., Reyes L.P., Alvarado C.N., Dietrich A.M. Wat. Res., 2006, 40: 
2720-2726. 
 
44. Markham P, Gianato J, Hoyer J. After Action Review: Emergency Response to 
anuary 9, 2014 Freedom Industries Chemical Leak. 2014. 27 p. 
http://www.governor.wv.gov/Documents/After Action Review.PDF 
 




46. United States Environmental Protection Agency (EPA). Bridger Pipeline 
Release. 2015 [accessed 2015 Mar 25]. 
http://www2.epa.gov/region8/bridger-pipeline-release#intro 
 
47. District of Columbia Water and Sewer Authority. Do Not Drink Advisory 
Issued for DC Water Customers in Small Portion of Northwest DC. 2014 
[accessed 2015 Mar 25]. 
http://www.dcwater.com/site_archive/news/press_release694.cfm 
 
48. City of Toledo - Department of Public Utilities. Microcystin Event Preliminary 
Study. 2014:73. 
 
49. Ales SM (State of WD of NR. Area Wide Drinking Water Advisory and Flush 




50. Idaho Department of Environmental Quality. Drinking water system in boise 
reports solvent contamination. US Fed News Service, Including US State 




51. Salter J. The Need For Back Flow Prevention Programs. 2005:45. 
 
52. Rella R, Sturaro a., Parvoli G, Ferrara D, Doretti L. An unusual and persistent 
contamination of drinking water by cutting oil. Water Research. 
2003;37:656–660. 
 
53. Tomuschat R. CIPHI ’ s 75 th Annual conference. In: Cross Connection 
Control and Backflow Prevention. Government of Alberta; 2009. p. 36. 
 
54. American Water Works Association (AWWA). Summary of Backflow 
Incidents - Fourth Edition. Portland, Oregon; 1995. 
http://www.nobackflow.com/pnw-all.htm 
 
55. US. EPA Potential Contamination Due to Cross-Connections and Backflow 
and the Associated Health Risks. Environmental Protection Agency. 2001. 
 
56. Centers for Disease Control and Prevention. Surveillance for waterborne-
disease outbreaks associated with recreational water — United States, 
2001–2002 and Surveillance for waterbornedisease outbreaks associated 
with drinking water — United States, 2001–2002. Surveillance Summaries. 
2004:48. 
 
57. State of Colorado. Chapter 14: Backflow Incidents. In: Colorado Cross-
Connection Control Manual. State of Colorado; 2004. 
 
58. City of Nibley Utah. Residential Flushing Instructions. 2015 [accessed 2015 





CHAPTER 2.  INTERACTION OF SURFACTANTS WITH PLUMBING 
INFRASTRUCTURE AND THEIR USE AS DECONTAMINATION AIDS  
2.1 Introduction 
 Safe drinking water at building taps is an important health, safety, and economic 
security issue for communities worldwide. In the U.S., if potable water is unavailable in 
residences, those buildings can be condemned, and owners can be in breach of their loan 
obligations for declaring the structure as livable. Inhabitants can be denied access for 
sanitation and there are also concerns with the lack of fire-fighting capability. Similar 
consequences result when potable water is unavailable for commercial buildings (i.e., 
schools, restaurants, government buildings, etc.). Since 2014, several large-scale drinking 
water contamination incidents have resulted in chemical contamination of premise 
drinking water plumbing and resulted in water bans to more than 1,000,000 people in the 
U.S. and Canada
1
. In all cases, contaminated drinking water was distributed into building 
plumbing systems and contained chemicals such as diesel fuel, algal toxins, crude oil, or 
coal washing constituents. In some cases, the population was directed to limit water use 
for up to 9 days while responders investigated the extent of contamination, devised 
procedures and cleaned out the affected infrastructure. Rapid and thorough removal of 
the contaminants from building water systems is critically important to return the 
infrastructure to safe use. In recent years the need for water infrastructure 







 As stated previously
1
, few researchers have investigated premise plumbing 
decontamination approaches. Tap water flushing is the most common decontamination 
method, and involves running hot or cold water through plumbing fixtures. A prior 
review of 39 piping network contamination incidents revealed that when the 
decontamination action was reported, flushing was used in 22 incidents
1
. Of those 
incidents, flushing was unable to reduce organic chemical concentration to the desired 
level for 3 events (2 pertaining to pesticide contamination), and required the removal and 
replacement of contaminated infrastructure.
1
 Conditions requiring removal and 
replacement are undesirable because of financial and time costs. There is evidence that 
plastic premise plumbing components such as pipes, gaskets, and water heater dip tubes 
are especially susceptible to organic contaminant sorption.
3–5,6–10
 In one bench-scale 
study, polyvinyl chloride (PVC) potable water pipes contaminated with diesel fuel could 
not be decontaminated by flushing
5
. After pesticide backflow occurred in a buried water 
distribution system, sections or all of the plumbing systems for some affected buildings 
were replaced.
11
 Plastics in premise plumbing pose a unique challenge for organic 
chemical contaminated water. Difficulty in cleaning similar materials used for 
contaminated ground water sampling activities such as PVC, polytetrafluroethylene 
(PTFE), polyethylene (PE), and polypropylene (PP) has been reported.
12,13
 Unlike a 
contaminated plastic bottle or tube used for well water sampling, removing and 
discarding an entire plastic building plumbing system is not trivial.  
 The use of surfactants or surface-active-agents may be helpful in decontaminating 
plastic plumbing components in-situ, but there is limited data available about their 





surface tension between the material-water interface by the hydrophobic tail attaching to 
the hydrophobic material (such as the desired organic compound to be removed).
14,15
 
Surfactants can be nonionic, cationic, and/or anionic. Bench-scale experiments have 
shown that a 5% Surfonic TDA-6 solution followed by a 10 minute flush was capable of 
removing diesel fuel (78%) and chlordane (99%) from a PVC water pipe used for buried 
water distribution.
16
 Another bench-scale study found that a nonionic surfactant Surfonic 
N-60 solution removed chlordane (90%) from cement piping.
17
 Following a diesel fuel 
water contamination incident in Israel, a PL-4 surfactant solution was able to 
decontaminate affected buried water distribution pipes, but the type of piping, exposure 
duration, flow rate, and surfactant concentration was not reported.
18
 However, these 
studies are not directly applicable to premise plumbing. Premises have smaller diameter 
pipes, lower flowrates, higher water temperatures, and a wider array of plastic 
components. Dawn
®
 Ultra Dishwashing Liquid has reportedly been used to remove oils 
remaining in water plumbing pipes after construction.
19
  Alconox® solutions have been 
used for potable water plumbing network cleaning,
20
 and is commonly used for 
decontaminating tools for spills and cleaning sampling equipment.
21
 Following 
polychlorinated biphenyl (PCB) contamination of a wastewater treatment plant in North 
Carolina, the surfactant MAG IT DG 100 was used for concrete basin decontamination.
22
 
Surfactants previously studied or used by others have a wide range of compositions and 
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Alconox® - Liquinox 
(Premise Plumbing) 
Water (40-60%) na na na 
Sodium Alkylbenzene Sulfonate (10-20%) [anionic] nf nf nf 
Alcohol Ethoxylate (1-5%) [nonionic] nf nf nf 
Coconut Diethanolamide (1-5%) Insoluble (<1,000) nf nf 
Sodium Xylene Sulphonate (2-7%) Miscible -1.86 nf 
Tripotassium EDTA (1-5%) Miscible -13.15 nf 
Amount unreported 0% 
MAG-IT DG100 
(Wastewater basin) 
Citrus Terpene (d-limonene) (80%) 7.57 4.57 8.07 (nonpolar) 
Non-Ionic Surfactant Blend (20%) nf nf nf 
Amount unreported 20% 
Dawn® 
(Premise Plumbing) 
Ethanol (1-5%) Miscible -0.31 12.96 
Sodium Laureth/Lauryl Sulfate (10-30%) [anionic] Miscible nf nf 
Alkyl Dimethyl Amine Oxide (3-7%) 30.35 3.69 nf 
Amount unreported 58-86% 
Surfonic TDA-6 
(Bench-scale) 
Isotridecanol, Ethoxylated (100%) [nonionic] Miscible nf nf 
Amount unreported 0%    
Surfonic N-60 
(Bench-scale) 
Nonylphenol, Ethoxylated (100%) [nonionic] Miscible 3.59 8.3
23
 
Amount unreported 0%    
PL-4 
(Potable Water Distribution) 
Sodium Hydroxide (5-15%) Miscible -3.88 nf 
Sodium Hypochlorite (1-5%) Miscible -3.42 nf 
2-Phosphono, 1,2,4-Butanetricarboxilic Acid (1-5%) Miscible nf nf 
Homopolymer of Acrylic Acid, Sodium Salts (1-5%) nf nf nf 
Amount unreported 70-92%    
na = not applicable; nf = not found; Chemicals shown were reported on product material safety data sheets; Bench-scale indicates 






 Minimal information is available regarding the effectiveness of surfactants in 
decontaminating plastic plumbing components. A similarity between the previous reports 
was that nearly all of the prior water infrastructure decontamination studies focused on 
characterizing the water for the contaminant(s). None reported the impact of the cleaning 
process on the plastic’s dimensions, weight, mechanical integrity, or subsequent ability to 
resist oxidation. Plastics can undergo swelling, resulting in dimensional changes and 
weight gain. For example, the elastomer ethylene propylene diene monomer (EPDM), 
commonly present as a gasket in fixtures, is susceptible to swelling.
24
 The solubility 
parameter (δ) can be used to estimate the affinity for the plastic and chemical to mix. 
Also important are the impacts of a cleaning process on the plastic’s ability to maintain 
its strength and withstand operating conditions (i.e., pressure), along with the degree to 
which product service-life is affected. Popular premise plumbing plastic pipes include 
cross-linked polyethylene (PEX) type A pipes and high-density polyethylene (HDPE) 
pipes. These materials are manufactured to contain antioxidants that protect the polymer 
from chemical attack during routine use. The oxidative induction time (OIT) of these 
materials reflects the material’s ability to resist oxidation. As the pipe’s OIT value 
decreases, measured in minutes of exposure to 100% O2 gas at 200°C, the plastic is less 
resistant to aging.
25
 The degree to which surfactants allow water permeation and reduce 
interfacial energies between plastics and water is also important to understand. 
This study was initiated due to the lack of data examining the effectiveness of 
surfactant use for premise plumbing decontamination.
26
 The project goal was to better 
understand surfactant solution interactions with premise plumbing plastics and to 





solution. The specific research objectives were to (1) determine the impact of surfactant 
exposure on the strength, dimension, and mass of EPDM, PEX, HDPE, and low-density 
polyethylene (LDPE) plastics, and (2) determine the effectiveness of Alconox® 
surfactant solution for decontaminating PEX-a and copper pipes exposed to crude oil 
contaminated water.  
2.2 Materials and methods 
2.2.1 Materials and chemicals 
 Plastic specimens were obtained from suppliers and include:  Food and Drug 
Administration-compliant weather-resistant EPDM rubber 40A durometer hardness, 1/8" 
thick sheets and moisture-resistant LDPE 1/8" sheets (McMaster-Carr; Elmherst, IL, 
USA). LDPE is not known to be present in U.S. premise plumbing, but in Europe LDPE 
has been used as a water distribution pipe since the 1930s.
27
 Plumbing pipes were 
obtained from a local building supply store and include ¾ inch diameter copper and 
HDPE pipes. PEX pipe, created using medium density polyethylene (MDPE) resin,
28
 was 
purchased directly from the manufacturer. Several surfactants were also obtained: Dawn
®
 
Ultra Dishwashing Liquid, Alconox® Liquinox critical cleaning liquid detergent from 
Fisher-Scientific (Pittsburgh, PA, USA), and MAG IT DG 100 (MAG) supplied by 
MAG-IT, LLC (Simpsonville, SC, USA). Louisiana light sweet crude oil (LLSC) was 
obtained from a crude oil processing facility in Mobile, AL. Benzene, toluene, 
ethylbenzene and total xylenes (BTEX) (99%, SKU-43728) and limonene (97%, SKU-







2.2.2 Material integrity experiments 
2.2.2.1 Immersion testing. Plastic mass and dimension changes due to water and 
surfactant solution exposure were monitored for 21 days.
29
 Materials were prepared using 
an ASTM D638-5 cutting die (ODC Tooling & Molds, Waterloo, ON, CA), were rinsed 
with DI water, and were dried at room temperature on a bench top for 24 hours. Materials 
were dimensioned using a digimetric caliper (Mitutoyo, Aurora, IL, USA) and weighed 
with a Mettler Toledo MS204TS NewClassic MS-TS Analytical Balance with precision + 
0.1 mg and lowest mass 0.1 mg (Mettler Toledo, Columbus, OH, USA).  
 Immersion experiments were conducted by placing materials in 40 mL amber 
EPA vials and filling vials with either 30 mL of synthetic tap water, 10% (100 mL/L) 
Alconox® solution, 10% Dawn® soap solution, or 25% (250 mL/L) MAG IT DG 100 
solution. Vials were sealed with polytetrafluoroethylene (PTFE) caps and stored in the 
dark at room temperature until removal for characterization. Alconox® and MAG 
surfactant solutions were created according to each manufacturer’s highest recommended 
dosage. Dawn solutions were modeled after the Alconox® concentrations. Synthetic tap 
water solution was used as a control and made by following the recipe outlined in Zhang 
et al.
30
, without the addition of natural organic matter and with an alkalinity of 56.8 mg/L.  
Water pH was adjusted to a range of 6-7 using HCl and NaOH. The same synthetic tap 
water solution was used throughout the experiment. Addition of Alconox® and Dawn® 
products to synthetic tap water did not alter pH, but MAG addition caused a pH reduction 
to 6. After 3, 7, 14, and 21 days, the samples were removed from the solutions and rinsed 
with DI water (1 minute), to simulate flushing. Samples were then patted dry with 
Kimwipes
®





determined where   was the initial mass (g),   was the mass (g) after immersion 
(Equation 1).  
                  
     
  
         (1) 
2.2.2.2 Thermo-gravimetric analysis (TGA). Thermogravimetric analysis of EPDM and 
LDPE samples was conducted using a TGA Q50 V20.13 (TA Instruments, New Castle, 
DE, USA) in accordance with standard methods.
31
 TGA was performed using nitrogen 
gas (75 mL/min). Heating started at 50°C and was ramped at 10°C/min to 560°C. 
Samples were cooled to 300°C, and held for 2 min. Next, air was selected as the purge 
gas (75 mL/min) and temperature was ramped from 300°C to 800°C at 10°C/min. 
2.2.2.3 Tensile analysis. Tensile analysis was performed with a Universal Testing 
Machine (MTS Systems Corporation, Eden Prairie, MN, USA) in air at room temperature. 
The crosshead speed was 15 mm/min for LDPE and 30 mm/min for EPDM. A 1000 N 
load cell was used. 
2.2.2.4 Contact angle analysis. Contact angle was measured with a goniometer (Rame-
hart instrument co., Succasunna, NJ, USA). A 4 µL drop of DI water was deposited on 
the sample surface through a syringe. The drop image was stored by a camera using an 
image analysis system (DROPimage Advanced) to determine the contact angle (Ɵ) from 
the shape of the droplet. The contact angles were measured at room temperature and in 
air. For each sample, the mean value was calculated from 10 measurements, with each 
measurement conducted in triplicate. 
2.2.2.5 Oxidation Induction Time (OIT) analysis. OIT analysis of HDPE and PEX pipe 





Heating was started at 50°C and was ramped at 10°C/min from 50 to 200°C in nitrogen at 
50 mL/min. Samples were then held isothermal for 5 min. Next, oxygen was selected as 
the purge gas (50 mL/min). A tangent to the exotherm was drawn to estimate the OIT 
value in min. Three replicates were analyzed per plastic type. 
2.2.3 PEX and copper pipe contamination and decontamination experiments with 
crude oil 
 Before pipe contamination and decontamination experiments were conducted for 
copper and PEX pipes, all pipes were flushed with tap water for 10 min. Next, pipes were 
shock chlorinated using 200 mg/L free chlorine for 3 hr to simulate standard cleaning 
conditions after their installation.
28
 Crude oil pipe contamination solutions were created 
in accordance with Anderson et. al. and characterized using analytical methods described 
below.
32
  Figure B1 outlines the experimental approach. 
 Newly cleaned copper and PEX pipes were contaminated by filling 2.5 ft length 
pipe sections with crude oil solution and capping them with PTFE lined stoppers. Pipes 
were covered during the experiment to prevent light interaction. After 3 days, solutions 
were removed and analyzed by techniques described below. All pipes were then flushed 
for 3 min at 2.5 gpm (9.5 L/min). This flow rate was within the range of typical fixture 
flow rates: 0.25 gpm (0.95 L/min) for low-flow fixtures to near 10 gpm (37.9 L/min) for 
older, less efficient fixtures such as tub spouts.
33
 Next, the 10% Alconox® surfactant 
solution was added and pipes remained static for 24 hr.
20
 At the same time the other pipes 
were filled with synthetic tap water. After 24 hr, all pipes were flushed for 7 min at 2.5 





static for 48 hr. After 48 hr, water was removed and chemically analyzed. The 2.5 gpm 
(9.5 L/min) flushing rate is typical of residential fixtures.
33
 
 The effectiveness of each decontamination approach was determined by 
characterizing water for total organic carbon (TOC) concentration and benzene, toluene, 
ethylbenzene, and total xylene (BTEX) concentrations. Total BTEX levels were 
calculated by addition of the individual components. TOC concentration was determined 
using a Shimadzu TOC-LCPH total organic carbon analyzer in non-purgeable organic 
carbon (NPOC) mode. The instrument was calibrated from 0 to 10 mg/L using a 
potassium hydrogen phthalate standard and an r
2
 of 0.999 was achieved. The method 
detection limit (MDL) was 0.10 mg/L TOC. Water samples were injected in triplicate 
with a 0.10 standard deviation.
34
 A GCMS-TQ8040 (Shimadzu, Japan) was used for the 
detection and quantification of BTEX. The instrument contained an ion source 
temperature of 200°C, and was operated in Q3 selected ion monitoring (SIM) mode. The 
helium gas flow rate was 1.5 mL/min and the purge flow rate was 3 mL/min. Samples 
were adsorbed onto a 100 µm polydimethylsiloxane (PDMS), fused silica 23 gallium 
fiber and then injected onto a 30 m, 0.32 i.d. ZB-WAX column (Phenomenex, Torrance, 
CA). The temperature was held at 45°C for 2 min, increased to 75°C at a rate of 5°C/min, 
held for 3 min, and then raised to 150°C and held for 3 min. Calibration curves were 
made using the BTEX standard (99%) from 0.5 ppb to 2 ppm (r
2 
= 0.99). The MDL was 
determined using the BTEX standard (99%). MDLs were 0.51 µg/L for benzene, 0.55 
µg/L for toluene, 0.46 µg/L for ethylbenzene, 1.43 µg/L for total xylenes, and 2.27 µg/L 






2.2.4 Statistical analysis 
 Multivariate analysis of variance (MANOVA) was conducted using NCSS 
software for the data to determine the significance of the trends with an   = 0.05 and a 95% 
confidence interval. Each experiment had 3 replicates. Mean and standard deviation 
values were calculated and reported. 
2.3 Results and discussion 
2.3.1 Interaction of surfactants with plastic materials 
 Changes in weight and dimension were detected for some, but not all, of the 
surfactant-plastic pairs. Exposure time and surfactant type influenced the observed mass 
of all materials (p < 0.05). MAG solution exposure increased the mass of all plastics 
during the immersion study (p < 0.05). Within the first 3 days, MAG solution caused 
EPDM to gain the greatest mass (~45%) and volume (~43%), and this solution-plastic 
pair reached equilibrium fairly quickly (Figures 1 and B2). According to the 
manufacturer’s product safety data sheet, the MAG surfactant contained 80% d-limonene, 









) (Table 3). Similar solubility parameters for plastics and 
solvents generally lead to greater diffusion and swelling coefficients for the plastics. d-
Limonene has been previously found to swell EPDM, and caused 26% weight gain after 
15 min exposure at 50°C.
35
 Follow-up testing was conducted in the present study by 
immersing EPDM in pure limonene (97%) at room temperature indicated significant 
mass (+86%) and dimension (+111%) increase after 3 days. A previous study on EPDM 





hr of exposure at 80°C.
36
 Swelling phenomena could contribute to molecular structure 
alterations and plastic degradation in premise plumbing.
37,38
 
Table 2.3: Premise plumbing materials, applications, and properties 
Material Application 
Properties 






Gaskets for water distribution networks and 

















Water distribution and premise plumbing pipes 









Water distribution and premise plumbing pipes 






nr = not reported; δ = solubility parameter 
 MAG solution altered the mass and dimension of the PE materials, but much less 
than EPDM. The LDPE resin sheet gained 7.0 ± 0.7% weight in 3 days while 8.0 ± 2.0% 
weight gain was detected for PEX pipe (medium-density resin) and 3.0 ± 0.2% weight 
gain was found for HDPE pipe. A comparison between dimension changes between PE 
materials was not possible because pipe samples were curved and observed swelling was 
not uniform. Others have found MAG solution’s main ingredient d-limonene can 
permeate LDPE.
48
 HDPE pipe was the most crystalline material and was more resistant to 




 While no mass or volume changes were detected for any material exposed to 
Dawn® solutions, Alconox® solution exposure caused a 1.1 ± 0.03% mass reduction for 
the EPDM resin sheet after 3 day exposure (p < 0.05).  Alconox® solution exposure did 
not cause a detectable impact on the mass or volume for LDPE, HDPE, or PEX samples. 























































Figure 2.1: (a) EPDM sheet and (b) LDPE sheet sample weight change as a function of 
exposure time. Results shown represent the mean of three replicates. Standard deviation 
bars shown, ranged between 0.01 and 0.1%. 
 


















































Figure 2.2: (a) HDPE pipe and (b) PEX (MDPE) pipe sample weight change as a 
function of exposure time. Results shown represent the mean and standard deviation of 
three replicates. Standard deviation bars shown, ranged between 0.01 and 0.80%. 
  
 TGA results for new EPDM and LDPE sheets represent classic thermograms, but 
the plastics exhibited significantly different thermograms after MAG solution exposure. 
The thermogram for new EPDM exhibited multiple plateaus typical of the plastic 
blend.
51,52
 EPDM was significantly penetrated by MAG solution components and 
significant weight loss was detected between 50°C to 100°C (13.9%), from 100°C and 







water there were no changes in weight loss at these temperatures. Because the boiling 
point of the MAG solution was 154˚C and the boiling point of d-limonene (reportedly 80% 
of MAG) was 176˚C, the mass loss at temperatures lower than 176˚C was likely due to 
the unreported ingredients in the manufacturer’s product (Table 2). TGA results indicated 
that unidentified surfactant compounds permeated into the plastic, volatilized during 
thermal analysis, and a low amount of water sorption occurred.  
 New LDPE was primarily resin as shown by a weight loss of 4.8% and an onset 
degradation temperature of 416°C.
53,54
 After MAG solution exposure, compounds 
volatilized from the LDPE sample, but the total mass loss was much less compared to 
EPDM. At 100°C, approximately 2.0% weight loss was detected, while between 100°C 
and 154°C 3.9% loss was measured and then by 176°C another 0.7% loss was observed. 
The new LDPE and LDPE exposed to tap water had no changes in weight loss at these 
temperatures. The largest weight loss was between 100°C and 154°C, indicating 
volatilization of the MAG solution from the plastic. Dawn® and Alconox® solution 
exposure had no observable effect on thermogram results. 
 Material surface wettability and mechanical strength properties were impacted by 
surfactant solution exposure. Both MAG and Alconox® solutions decreased the contact 
angle for EPDM, while only the MAG solution decreased the contact angle for LDPE. 
Surfactants can reduce the contact angle and surface tension on hydrophobic surfaces
55
 
by lowering the surface tension and creating a more wettable surface. While contact 
angles for EPDM and LDPE changed after 3 days of exposure, further changes were not 
detected with respect to time (p = 0.075; p = 0.096). However, each surfactant solution 














































Temperature (C)  
Figure 2.3: TGA curves for (a) EPDM and (b) LDPE following 3-day exposure to the 
MAG IT DG 100 solution and tap water. The blank is the new material. Selected sample 
run shown. 
 
 MAG solution exposure caused a reduction in EPDM and LDPE mechanical 
properties, and reduced the ability of HDPE pipe to resist chemical oxidation. The MAG 
solution caused the greatest change in ultimate stress and reduced tensile strength (Figure 
4, Table 4).  Stress-strain diagrams for surfactant-plastic pairs can be found in Figures 
B4-5. Others have found that d-limonene sorption into LDPE film caused a reduction in 
specimen tensile strength.
48
 Observed changes in ultimate stress and tensile strength 
could be due to the swelling caused by MAG solution rendering the polymer network less 
able to absorb mechanical energy like unexposed polymers. The finding that MAG 
solution exposure reduced the antioxidant content of HDPE pipe by 15.4% is significant 
(p <0.05) and implies decontamination approaches could reduce the service-life of some 
installed plastics (Table 5).
25
 No changes to mechanical properties were found for any 
materials exposed to Alconox® and Dawn® solutions. These surfactant solutions had no 
detectable impact on the oxidative resistance of PEX-a pipe. Antioxidant analysis was not 
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Exposure Time (Days)  
Figure 2.4: Ultimate stress of (a) EPDM and (b) LDPE exposed to various solutions over 
21 days. Results shows represent the mean of three replicates. Standard deviation bars 
shown. 
 
Table 2.4: Ultimate tensile strength (MPa) at 23°C for LDPE and EPDM exposed to the 







Alconox® MAG Dawn® 
LDPE 
Day 3 16.27 ± 0.96 19.80 ± 1.24 10.89 ± 0.84 18.46 ± 1.34 
Day 7 20.80 ± 0.92 19.47 ± 0.50 11.02 ± 0.74 18.70 ± 0.40 
Day 14 18.68 ± 2.37 15.64 ± 0.02 11.00 ± 0.21 17.73 ± 4.43 
Day 21 21.18 ± 2.01 18.79 ± 2.71 12.01 ± 0.25 19.33 ± 3.97 
EPDM 
Day 3 nds nds 1.02 ± 0.03 nds 
Day 7 4.87 ± 0.56 5.42 ± 0.26 0.57 ± 0.22 5.23 ± 0.71 
Day 14 4.90 ± 0.80 5.92 ± 0.36 1.01 ± 0.14 6.31 ± 0.63 
Day 21 5.06 ± 0.09 5.74 ± 0.37 0.94 ± 0.13 6.14 ± 0.66 
Mean and standard deviation values shown of three replicates; nds = no data due to slippage; 
Tensile strength for samples not exposed to any solutions were 15.84 ± 2.02 (LDPE) and 5.63 ± 















Table 2.5: Oxidation induction time (min) for HDPE and PEX pipes that were exposed 
to various solutions for 3 days 
Material HDPE Pipe PEX-a Pipe 
New pipe 96.3 ± 2.4 40.0 ± 0.5 
Solution   
Tap water 94.0 ± 3.3 30.8 ± 5.9 
Dawn®  93.4 ± 2.8 42.0 ± 3.3 
Alconox® 90.0 ± 1.3 48.7 ± 20.7* 
MAG 77.7 ± 1.0 41.9 ± 8.6 
Results shows represent the mean and standard deviation of three replicates; Initial OIT values for 
new pipes are similar to the literature
45,56
; OIT analysis was not conducted on EPDM or LDPE 
specimens because this test is used for polyethylene drinking water piping. *n=4; additional 
replicate was run for PEX exposed to Alconox® because of high variability and additional 
replicate also showed high variability. 
 
2.3.2 Effectiveness of Alconox® for decontaminating PEX and copper pipes exposed 
to crude oil contaminated water 
 The Alconox® solution was chosen for further scrutiny because it has been 
reportedly used for premise plumbing decontamination.
12,21,57
 PEX-a pipe was selected 
for study because it was one of the most susceptible plastic pipes to crude oil permeation 
in a related study.  Copper pipes were selected for evaluation because organic compounds 
cannot diffuse into their bulk. A crude oil contaminated water/pipe exposure period of 3 




 In preparation for this experiment, PEX-a pipes and copper pipes were exposed to 
crude oil contaminated water. The initial total BTEX aqueous concentration was about 5 
mg/L and the exposure occurred for 3 days. Initial crude oil concentration was based on 
an ongoing study conducted by the EPA, which examined crude oil water contamination 
of buried water distribution pipes.
58
 After 3 days, the total BTEX concentration in the 





its initial value. This implied BTEX compounds adhered to the pipe surface or were lost 
due to volatilization. After 3 days of contaminated water exposure to PEX-a pipe, the 
total BTEX concentration of water removed from the PEX-a pipe was 92.8% less than its 
initial concentration (Figure 5). Thus, nearly all of the BTEX compounds sorbed onto 
and/or into the PEX pipe. Reductions for all individual BTEX components during this 3 
day exposure period were statistically significant (p < 0.05). Sorption of crude oil 
compounds into plastic pipe has also been observed previously.
3,7
 
 Following the two different decontamination techniques evaluated (flushing and 
flushing with Alconox® surfactant solution), pipes were filled with clean synthetic tap 
water, capped with PTFE caps, and kept static for 48 hr. For copper pipe, because no 
BTEX was detected following the 48 hr stagnation period, all of the BTEX compounds 
seem to have been removed by both decontamination processes. On the contrary, neither 
decontamination process removed BTEX compounds from PEX pipe. After 48 hr, the 
total BTEX levels for PEX pipe ranged from 2.2 to 7.1 µg/L (Figure 6, Table B1). 
Benzene, 9.9 µg/L, exceeded its primary maximum contaminant level (MCL) of 5.5 
µg/L
8
 but was below the odor (2,000 µg/L) and taste (40 µg/L) threshold concentrations 
(OTC).
59
 Toluene, ethylbenzene, and total xylene concentrations were found at levels 
below their respective MCLs and OTCs. TOC concentration was not a good indicator of 
chemical leaching by crude oil contaminated PEX pipes because PEX pipes (not exposed 
to crude oil) released 6.9 mg/L TOC after 3 days of stagnation. This observation is 
typical of PEX sold in the U.S. where the range of TOC have been reported from 1 to 7 






































Figure 2.5: Concentration of total BTEX in water at 23°C after 3 day pipe exposure. 
 
 
 In the present study, BTEX compounds could be readily removed from new 
copper pipe similar to others,
12
 but BTEX compounds permeated into the bulk PEX pipe 
and the decontamination methods applied were ineffective. This finding implies that 
removing hydrophobic compounds from premise plumbing plastics may be similar to 
challenges observed in other industries. For example, pesticides could not be removed 
from PVC and PTFE plastics used for environmental monitoring following a room-
temperature water detergent wash (1% Liquinox for 5 min, stirring).
12
 Chlorinated 
hydrocarbons could not be completely removed from PVC, PE, and PP tubing plastics 
used for environmental monitoring and these compounds had permeated into the plastic’s 
bulk matrix.
13
 Results of the present study indicate that short-term exposure of plastic 
pipe to crude oil contaminated water allows contaminants to diffuse into the plastic’s 



































Figure 2.6: Total BTEX drinking water concentration after 48 hours of water contact 
with crude oil contaminated PEX-a pipe 
 
2.3.3 Limitations and future work 
 Additional work is needed to identify procedures and technologies capable of 
rapidly returning plastic plumbing components to safe use after they have been 
contaminated. A limitation of the present work is that only one petroleum substance was 
evaluated and there is wide variability in organic chemical loadings in oils, even across 
crude oils. Before crude oil contaminated water reaches the water distribution system or 
premise plumbing, it may also undergo chemical/physical treatment processes such as 
oxidation, sorption, and/or dilution. The crude oil mixing approach selected was based on 
work conducted by the US EPA for iron and cement water pipe contamination. Not 
examined in the present study was the fate of other contaminants such as radio-nuclides, 
semi-volatile organic compounds (SVOC), and metals. While the PEX pipe examined 





pipe or likely the HDPE based PEX type B and C pipes, additional product evaluation is 
needed (e.g., PVC, cPVC, and polypropylene). Though, permeation of PVC pipe has 
shown to not appreciably occur at room temperature unless activity exceeds 0.60.
61
 
Additional work should be conducted to determine if this theory applies to higher water 
temperatures observed in premise plumbing and to examine cPVC pipe. Other elastomers 
not studied but also used in premise plumbing include Viton®, butyl rubber, natural 
rubber, and styrene-butadiene-rubber, and may pose different decontamination challenges 
due to their varied chemical composition and structure.  
 Further approaches to remove organic contaminants from plastics could involve 
hot water and air flushing. As results of this study show, the effect of the 
decontamination process on the plastic’s mechanical integrity and its ability to resist 
oxidation should also be studied. In recent years, tens of thousands of premise plumbing 
systems have been contaminated with organic chemicals and limited information exists 
about how to rapidly and safely decontaminate these systems. While plastics are being 
increasingly installed because of their corrosion resistance and lower cost, there is a need 
to better understand how to clean them in-situ so that removal and replacement is not 
necessary. This work is needed to help inform emergency responders how exposure time 
can influence a decision when plastic removal and replacement is required.  
2.4 Conclusion 
 Following a large-scale drinking water contamination incident, in-situ 
decontamination of premise plumbing is preferred, but past incidents have revealed 
situations where removal and replacement of contaminated components has been 





studied at room temperature. Results showed that MAG solution exposure caused the 
greatest changes to plastic integrity. MAG solution constituents, at room temperature, 
permeated all plastics within three days and EPDM was the most affected (+45% weight; 
+43% volume; -82% tensile strength). Thermogravimetric analysis showed MAG 
solution compounds with boiling points less than 100°C up to 176°C permeated both 
EPDM and LDPE samples and volatilized when the contaminated plastics were heated. 
MAG solutions caused a 15% reduction in the oxidative resistance of HDPE pipe 
indicating a loss of antioxidants, and thus a reduction in service-life. Alconox® and 
Dawn® solutions caused minimal changes to the physical and mechanical properties of 
the plastics examined. 
 Water flushing and flushing with an Alconox® detergent solution removed BTEX 
from contaminated copper pipe. No statistically significant difference in BTEX 
concentration was found between the PEX pipe decontamination methods. After PEX 
pipe cleaning and a two day stagnation period, 9.9 µg/L of benzene was detected in the 
drinking water. This level exceeded the primary drinking water health limit of 5 µg/L, but 
was below its odor and taste threshold limits. Toluene, ethylbenzene, and xylenes were 
detected in the two day stagnated water, but at levels lower than their drinking water 
health standards and odor thresholds. The 6.7 mg/L background TOC concentration 
caused by new PEX pipe inhibited use of this water quality parameter as a 
decontamination effectiveness indicator. Results of the present study indicate that BTEX 
compounds permeated into PEX pipe and the decontamination methods had no effect on 





 Results of the present study indicate that under certain conditions surfactant 
solutions have the potential to alter material integrity and may not be a viable option in 
removing hydrophobic organic compounds from plastic pipe. The extent to which these 
compounds can persist within premise plumbing materials and be rapidly removed should 
be further examined. A more extensive examination of surfactants is recommended as 
well as the examination of the role of water flow rate and elevated temperatures.  
Technologies and methods are needed to decontaminate premise plumbing in-situ and 
current knowledge is lacking. 
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Appendix A Chapter 1 Supplementary 
Table A 1. Physiochemical Properties of Contaminants where Building Plumbing System 














Cleaning solutions, resin formulas, 
herbicides 
0.88 Miscible 0.83 1.6 x 10-6 
Benzene1 Fuel 94.8 1790 2.13 5.55 x 10-3 
Chlordane1 Pesticide: Agriculture, pest control 9.98 x 10-6 0.01299 6.26 7.05 x 10-5 
Chlorpyrifos 
(main component of 
Dursban)1 
Pesticide 2.025 x 10-5 1.12 4.96 2.93 x 10-6 
Creosote2 
Preservative (wood), developed 
from distillation of tar 
11.1 313 3.247  




Various Various Various 
Diazinon1 Pesticide 9.01 x 10-5 40 3.81 1.13 x 10-7 
Ethylene glycol1 
Antifreeze formulations - heating 
systems 
9.2 x 10-2 Miscible -1.36 6 x 10-8 
Ethanol1 Fuel, cleaning solvent 59.26 Miscible -0.31 5 x 10-6 
Heptachlor1 Pesticide: Agriculture, pest control 4 x 10-3 0.18 6.1 2.94 x 10-4 





Frothing agent (coal processing) 0.058 2024 2.55 6.43 x 10-6 
Metribuzin 
(main component of 
Lexone DF)1 
Herbicide 
























- 0.35 82,800 1.46 3.33 x 10-7 
Polychlorinated 
Biphenol (PCBs)1 
Coolant fluids, heat transfer fluids, 
sealants 
4.94 x 10-3 0.7 7.1 4.15 x 10-3 
Propylene glycol 
phenyl ether (PPH)1 
Carrier solvent, paint remover, 
coalescent 
5.2 x 10-3 11,000 1.52 2.05 x 10-8 
Toluene1 Fuel, solvent 28.4 526 2.73 6.64 x 10-3 
Tri-halomethanes1 
Refrigerants, solvents, byproduct of 
residual chlorine 
7252 2,770 1.08 




Solvent 69 1,280 2.42 9.85 x 10-3 
Xylene1 Used in cutting oil 7.99 106 3.16 6.63 x 10-3 
Contaminants listed alphabetically and all property values at 25˚C unless otherwise noted; Note, the abovementioned properties 
are all affected by water temperature 1. Syracuse Research Corporation (SRC) Inc. Fate Pointer | SRC, Inc. 2015  2. U.S. 
Environmental Protection Agency. Reregistration Eligibility Decision for Creosote. 2008. 100 p. 3. Toxicology Data Network. 4-











Table A 2. Scenarios in which the two story single family home's water heater 4-MCHM concentration exceeded the safe drinking 





18 19 20 21 22 23 24 25 26 




Type Exceed Centers for Disease Control and Prevention Screening Level? (Yes = 1, No = 0) 
40 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 
New  0 0 0 0 0 0 0 0 0 0 
50 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 
New  0 0 0 0 0 0 0 0 0 0 
60 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 
New  0 1 1 0 1 0 0 0 0 1 
70 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 
New  1 1 1 1 1 1 1 1 1 1 
80 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 











Table A 3: Scenarios in which the manufactured home's water heater 4-MCHM concentration exceeded the safe drinking water 





18 19 20 21 22 23 24 25 26 




Type Exceeded Centers for Disease Control and Prevention Screening Level? (Yes = 1, No = 0) 
20 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 
New  0 0 0 0 0 0 0 0 0 0 
30 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 
New  0 1 1 0 1 0 0 0 0 1 
40 
Legacy A 0 0 0 0 0 0 0 0 0 0 
Legacy B 0 0 0 0 0 0 0 0 0 0 
Renovated 0 0 0 0 0 0 0 0 0 0 















Table A 4: Scenarios in which the two story single family home's water heater 4-MCHM concentration exceeded the CDC’s safe 






18 19 20 21 22 23 24 25 26 




Type Cout (ppm) 
40 
Legacy A 0.0002 0.3192 0.1722 0.0232 0.1832 0.1172 0.0172 0.0632 0.0432 0.2682 
Legacy B 0.0044 0.3230 0.1762 0.0274 0.1872 0.1213 0.0214 0.0673 0.0474 0.2721 
Renovated 0.0887 0.4002 0.2567 0.1112 0.2674 0.2030 0.1053 0.1503 0.1307 0.3504 
New  0.4450 0.7264 0.5967 0.4653 0.6064 0.5482 0.4600 0.5006 0.4830 0.6814 
50 
Legacy A 0.0015 0.3204 0.1735 0.0245 0.1845 0.1185 0.0185 0.0645 0.0445 0.2694 
Legacy B 0.0170 0.3346 0.1883 0.0399 0.1992 0.1335 0.0340 0.0798 0.0598 0.2838 
Renovated 0.1878 0.4910 0.3513 0.2097 0.3617 0.2990 0.2040 0.2477 0.2287 0.4425 
New  0.6824 0.9437 0.8233 0.7012 0.8323 0.7782 0.6963 0.7340 0.7176 0.9019 
60 
Legacy A 0.0057 0.3242 0.1774 0.0286 0.1884 0.1225 0.0226 0.0686 0.0486 0.2733 
Legacy B 0.0419 0.3574 0.2120 0.0647 0.2229 0.1576 0.0587 0.1042 0.0844 0.3069 
Renovated 0.3097 0.6025 0.4676 0.3308 0.4777 0.4171 0.3253 0.3675 0.3492 0.5557 
New  0.9074 1.1497 1.0381 0.9249 1.0464 0.9963 0.9203 0.9553 0.9401 1.1110 
70 
Legacy A 0.0144 0.3321 0.1857 0.0373 0.1967 0.1309 0.0313 0.0771 0.0572 0.2813 
Legacy B 0.0797 0.3920 0.2481 0.1022 0.2589 0.1942 0.0964 0.1414 0.1218 0.3421 
Renovated 0.4426 0.7242 0.5945 0.4629 0.6042 0.5459 0.4577 0.4983 0.4806 0.6792 
New  1.1123 1.3373 1.2336 1.1285 1.2414 1.1948 1.1243 1.1567 1.1426 1.3013 
80 
Legacy A 0.0288 0.3454 0.1995 0.0516 0.2104 0.1449 0.0457 0.0913 0.0715 0.2948 
Legacy B 0.1291 0.4372 0.2952 0.1513 0.3058 0.2421 0.1455 0.1899 0.1706 0.3879 
Renovated 0.5786 0.8487 0.7242 0.5981 0.7335 0.6777 0.5930 0.6319 0.6150 0.8055 











Table A 5: Scenarios in which the manufactured home's water heater 4-MCHM concentration exceeded the CDC safe drinking water 





18 19 20 21 22 23 24 25 26 




Type Cout (ppm) 
20 
Legacy A 0.0002 0.3192 0.1722 0.0232 0.1832 0.1172 0.0172 0.0632 0.0432 0.2682 
Legacy B 0.0044 0.3230 0.1762 0.0274 0.1872 0.1213 0.0214 0.0673 0.0474 0.2721 
Renovated 0.0887 0.4002 0.2567 0.1112 0.2674 0.2030 0.1053 0.1503 0.1307 0.3504 
New  0.4450 0.7264 0.5967 0.4653 0.6064 0.5482 0.4600 0.5006 0.4830 0.6814 
30 
Legacy A 0.0057 0.3242 0.1774 0.0286 0.1884 0.1225 0.0226 0.0686 0.0486 0.2733 
Legacy B 0.0419 0.3574 0.2120 0.0647 0.2229 0.1576 0.0587 0.1042 0.0844 0.3069 
Renovated 0.3097 0.6025 0.4676 0.3308 0.4777 0.4171 0.3253 0.3675 0.3492 0.5557 
New  0.9074 1.1497 1.0381 0.9249 1.0464 0.9963 0.9203 0.9553 0.9401 1.1110 
40 
Legacy A 0.0288 0.3454 0.1995 0.0516 0.2104 0.1449 0.0457 0.0913 0.0715 0.2948 
Legacy B 0.1291 0.4372 0.2952 0.1513 0.3058 0.2421 0.1455 0.1899 0.1706 0.3879 
Renovated 0.5786 0.8487 0.7242 0.5981 0.7335 0.6777 0.5930 0.6319 0.6150 0.8055 







Table A 6. Scenarios in which the two story single family's water heater benzene 
concentration exceeded the safe drinking water MCL based on the maximum 
concentration in the water distribution system after the Do Not Use Order was lifted 










Legacy A 0 0.0000 
Legacy B 0 0.0000 
Renovated 0 0.0004 
New  0 0.0018 
50 
Legacy A 0 0.0000 
Legacy B 0 0.0001 
Renovated 0 0.0007 
New  0 0.0027 
60 
Legacy A 0 0.0000 
Legacy B 0 0.0002 
Renovated 0 0.0012 
New  0 0.0036 
70 
Legacy A 0 0.0001 
Legacy B 0 0.0003 
Renovated 0 0.0018 
New  0 0.0044 
80 
Legacy A 0 0.0001 
Legacy B 0 0.0005 
Renovated 0 0.0023 
New  1 0.0052 
Cin for benzene was assumed to be 0 ppm because no water distribution system or 






Table A 7. Scenarios in which the manufactured home's water heater benzene 
concentration exceeded the safe drinking water MCL based on the maximum 












Legacy A 0 0.0000 
Legacy B 0 0.0000 
Renovated 0 0.0004 
New  0 0.0018 
30 
Legacy A 0 0.0000 
Legacy B 0 0.0002 
Renovated 0 0.0012 
New  0 0.0036 
40 
Legacy A 0 0.0001 
Legacy B 0 0.0005 
Renovated 0 0.0023 
New  1 0.0052 
Cin for benzene was assumed to be 0 ppm because no water distribution system or 














Appendix B Chapter 2 Supplementary 
 
 








Figure B 2: Image of EPDM (top) and LDPE (bottom) dogbones exposed to various 



































Exposure Time (Days)  

























Exposure Time (Days)  
Figure B 3: Contact angle of (a) EPDM and (b) LDPE exposed to MAG and Alconox® 
solutions. Results show the mean and standard deviation bars for three replicates. New 








Figure B 4: Selected Stress vs. Strain curves for LDPE exposed to various surfactant 















































































Figure B 5: Selected Stress vs. Strain curves for EPDM exposed to various surfactant 





































































Table B 1: BTEX compounds remaining and removal efficiencies for PEX pipe 
decontamination technologies 
Compound 




No Decon Flushed Surfactant 
Benzene 88.4 ± 2.9% 0.24 ± 0.16% 0.40 ± 0.07% 0.32 ± 0.04% 
Toluene 86.9 ± 7.6% 0.41 ± 0.21% 0.53 ± 0.21% 0.43 ± 0.03% 
Ethylbenzene 90.1 ± 5.8% nd nd nd 
Total Xylenes 94.2 ± 3.1% 0.07 ± 0.02% 0.08 ± 0.04% 0.07 ± 0.02% 
Total BTEX 92.8 ± 2.9% 0.08 ± 0.02% 0.12 ± 0.05% 0.10 ± 0.02% 
For an exposure period of 3 days. nd indicates concentrations below MDL. Mean and standard 
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